A study on buoyancy-driven flows: Using particle image velocimetry for validating the Fire Dynamics Simulator by Meunders, Andreas
31
IAS Series
Band/ Volume 31
ISBN 978-3-95806-173-6
IA
S 
Se
ri
es
Bu
oy
an
cy
-d
ri
ve
n 
flo
w
s:
 U
si
ng
 P
IV
 fo
r 
va
lid
at
in
g 
FD
S
An
dr
ea
s 
M
eu
nd
er
s
M
em
be
r o
f t
he
 H
el
m
ho
ltz
 A
ss
oc
ia
tio
n
IAS Series
Band/ Volume 31
ISBN 978-3-95806-173-6
A study on buoyancy-driven flows: Using particle image 
velocimetry for validating the Fire Dynamics Simulator
Andreas Meunders
Schriften des Forschungszentrums Jülich
IAS Series Band / Volume 31
Die Dissertation kann wie folgt zitiert werden:
urn:nbn:de:hbz:468-20161005-143323-8
[http://nbn-resolving.de/urn/resolver.pl?urn=urn%3Anbn%3Ade%3Ahbz%3A468-20161005-143323-8]
  
 
  
Forschungszentrum Jülich GmbH
Institute for Advanced Simulation (IAS)
Jülich Supercomputing Centre (JSC)
A study on buoyancy-driven flows: Using particle 
image velocimetry for validating the Fire Dynamics 
Simulator
Andreas Meunders
Schriften des Forschungszentrums Jülich
IAS Series Band / Volume 31
ISSN 1866-1807  ISBN 978-3-95806-173-6
Bibliographic information published by the Deutsche Nationalbibliothek.
The Deutsche Nationalbibliothek lists this publication in the Deutsche 
Nationalbibliografie; detailed bibliographic data are available in the 
Internet at http://dnb.d-nb.de.
Publisher and Forschungszentrum Jülich GmbH
Distributor: Zentralbibliothek
 52425 Jülich
 Tel:  +49 2461 61-5368 
 Fax:  +49 2461 61-6103
 Email:  zb-publikation@fz-juelich.de
  www.fz-juelich.de/zb
 
Cover Design: Grafische Medien, Forschungszentrum Jülich GmbH
Printer: Grafische Medien, Forschungszentrum Jülich GmbH
Copyright: Forschungszentrum Jülich 2016
Schriften des Forschungszentrums Jülich
IAS Series Volume 31
D 468 (Diss., Wuppertal, Univ., 2016)
ISSN 1866-1807
ISBN 978-3-95806-173-6 
Persistent Identifier: urn:nbn:de:0001-2016091517 
The complete volume is freely available on the Internet on the Jülicher Open Access Server (JuSER)  
at www.fz-juelich.de/zb/openaccess.
 This is an Open Access publication distributed under the terms of the Creative Commons Attribution License 4.0,  
 which permits unrestricted use, distribution, and reproduction in any medium, provided the original work is properly cited.
Abstract
The aim of this thesis is to design and carry out bench-scale laboratory ex-
periments specifically designed for the validation of fire models, and to use
the experimental data for a validation study of the Fire Dynamics Simulator
(FDS). The focus of the experiments is on one of the key components of
fire models, the modeling of buoyancy-driven flows. The experimental setup
is simplified by neglecting pyrolysis and combustion and its objective is to
achieve high precision and reproducibility. Therefore, an electrically heated
block of copper is used as a heat source and particle image velocimetry (PIV)
is applied for measuring the flow velocities. Two different setups are inves-
tigated: an undisturbed open buoyant plume above the heat source, and a
buoyant spill plume emerging from a compartment opening.
Depending on the setup, different characteristic values of the flow are
evaluated. For the undisturbed buoyant plume setup, maximum velocities
in the plume, plume widths and flow integrals are determined. Furthermore,
a centerline analysis is carried out in order to localize the transition from
laminar to turbulent flow as a function of the Grashof number. The obtained
values lie in the range 4× 108 < Gr < 2× 109 and therefore agree well with
previous studies. For the buoyant spill plume compartment setup, position
and maximum velocity of the outflow as well as volume flows in front of the
opening are compared. The heat flows out of the opening cannot be measured
directly and are therefore estimated based on the available data.
The validation study with FDS leads to mixed results. For the open plume
setup, generally a good agreement is achieved. Provided that a sufficiently
fine resolution is used, the important flow characteristics are reproduced in
the simulations. With the spill plume setup, significant differences between
experiments and simulations are observed. In order to analyze them in detail,
modifications of the experiments are required. Therefore, in conclusion of
the study, areas of potential improvements for future experiments and the
suitability of PIV for this kind of experiment are discussed.
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Zusammenfassung
Das Ziel der Arbeit besteht in der Planung und Durchfu¨hrung von Expe-
rimenten im Labormaßstab zur Validierung von Brandsimulationsprogram-
men. Die erhobenen Daten werden anschließend fu¨r die Validierung des Fire
Dynamics Simulator (FDS) genutzt. Der Fokus der Experimente liegt auf
auftriebsgetriebenen Stro¨mungen, einem zentralen Element fu¨r Brandsim-
ulationen. Durch den Ausschluss von Pyrolyse und Verbrennung werden
die Experimente vereinfacht und eine ho¨here Genauigkeit und Wiederhol-
barkeit erreicht. Zu diesem Zweck wird ein elektrisch beheizter Kupferblock
als Wa¨rmequelle eingesetzt und die Stro¨mungsgeschwindigkeiten mittels par-
ticle image velocimetry (PIV) gemessen. Zwei unterschiedliche Aufbauten
werden untersucht, einerseits der freie Auftriebsstrahl u¨ber der Wa¨rmequelle,
andererseits die auftriebsgetriebene Ausstro¨mung aus einer Raumo¨ffnung.
In Abha¨ngigkeit des experimentellen Aufbaus werden unterschiedliche
Charakteristika der Stro¨mung ausgewertet. Im freien Auftriebsstrahl wer-
den maximale Stro¨mungsgeschwindigkeiten, Plumebreiten und Stro¨mungs-
integrale ermittelt. Außerdem werden die Zentrallinien analysiert, um
den Umschlag von laminarer zu turbulenter Stro¨mung in Abha¨ngigkeit
der Grashof Zahl zu bestimmen. Die Ergebnisse liegen im Bereich
von 4× 108 < Gr < 2× 109 und damit in guter U¨bereinstimmung mit
fru¨heren Studien. Im zweiten Aufbau werden die Position und maxi-
male Geschwindigkeiten der Ausstro¨mung sowie die Volumenstro¨me vor der
Raumo¨ffnung verglichen. Da die konvektiven Wa¨rmestro¨me aus der O¨ffnung
nicht direkt gemessen werden ko¨nnen, werden sie auf Grundlage der vorhan-
denen Daten abgescha¨tzt.
Der Vergleich mit FDS Simulationen zeigt nur teilweise gute U¨berein-
stimmung. Wa¨hrend Simulationen mit ausreichend feiner Auflo¨sung die
wesentlichen Charakteristika des freien Auftriebsstrahls gut wiedergeben,
zeigen sich im zweiten Aufbau deutliche Unterschiede. Um diese eingehender
zu untersuchen, sind Vera¨nderungen an den Experimenten erforderlich. Zum
Abschluss der Arbeit werden daher mo¨gliche Verbesserungen diskutiert sowie
ein Fazit zur Eignung von PIV fu¨r Experimente dieser Art gezogen.
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Chapter 1
Introduction
Over the last few decades, computer fire models have undergone a remarkable
evolution. While they were still barely used in the early 1990s, today they
have become an everyday tool for many engineers and scientists in fire safety
engineering. From the author’s point of view, several factors have driven this
development.
With the advent of performance-based codes in fire safety engineering, an
important area of application for fire models has developed. A performance-
based approach allows for a more flexible building design compared to a
prescriptive approach. Instead of prescribing specific safety measures, safety
objectives are defined. It is the obligation of the planner to prove that these
safety objectives are achieved and that the building therefore complies with
the building code. Computer fire models often play an essential role in pro-
ducing this evidence. During the last 25 years, the performance-based ap-
proach has found increasing application worldwide [1–8]. And although open
questions remain (for example with regard to tenability criteria, scenario
selection or the incorporation of risk) and sometimes a reintroduction of pre-
scriptive elements is required [9], performance-based design has become an
integral part of fire safety engineering.
A performance-based approach requires more sophisticated tools, such as
computational fire models, to determine the effects of a fire. But it also re-
quires a deeper understanding of fire in the broadest sense (including not only
the actual fire physics, but also the organizational, legislative and societal
framework of fire safety, physiological and psychological response of humans
to fire and smoke, etc.) and therefore a higher qualification of the engineers
involved. This leads to another major driver for the development of com-
putational fire models. During the last few decades, fire safety engineering
has developed as an independent profession among other engineering disci-
plines [10]. As a result, understanding of the numerous complex phenomena,
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which are involved in even the smallest fire, has improved.
At the same time, the available computer performance has increased im-
mensely. Due to increased processor speeds and the introduction of multi-
core processors, it was possible to double the computer performance every
18 to 24 months [11]. This relation is known as Moore’s law [12] and allows
computations today which would have been unthinkable only a few years
ago. Advancements in computer science have made the evolution of com-
puter fire models possible in the first place [10]. However, sophisticated fire
models still incorporate many simplifying assumptions, either in order to be
computable in a reasonable amount of time or due to a lack of knowledge of
the underlying processes. Therefore, much research still needs to be done;
this work is meant to be a contribution to it.
1.1 Motivation
The extreme difficulty of modeling fire as a physical phenomenon on a real
scale has been summarized by Hostikka [13]: ”The complexity of fire mod-
elling results from the multitude of physical problems and chemical reactions
to be solved simultaneously and the wide range of associated time and length
scales.” Computer fire modeling builds upon several different scientific disci-
plines and it has many overlaps with areas of active research. Therefore, it
goes without saying that an integral part of the development and application
process of a fire model is to evaluate its reliability and quantify its predictive
capability. This process is generally referred to as validation; a more detailed
definition is given in Section 2.1.3.
The responsibility for the validation of a model lies not only with its devel-
opers. Eventually, it is the user of a model who has the best knowledge of the
application and needs to make sure that it complies with the limits of applica-
bility. In case of the Fire Dynamics Simulator (FDS), which is the fire model
used in this thesis, the developers deny a sweeping statement of the validity
of the model by declaring it ”may or may not have predictive capability” and
”all results should be evaluated by an informed user” [14]. Nevertheless, an
extensive validation suite is provided and professionally maintained by the
developers in order to support the user in making an informed decision [15].
For fire models in general, a great variety of validation studies have al-
ready been performed. Many of them have led to new insights by revealing
flaws in the models, marking the limits of applicability or underpinning the
confidence in the models. However, many open questions remain, for ex-
ample with regard to ”overall uncertainties and error estimates of fire mod-
els” [10, 16]. From the author’s point of view, these questions can be best
2
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addressed by simplified laboratory experiments with reduced complexity. Al-
though real-scale fire tests, which include the burning of real furniture or
wood cribs in a real building, for example, are closer to the later application,
they are often too complex for validation. Simplified laboratory experiments
are less realistic, but allow the researcher to concentrate only on specific
physical phenomena. Also, the reproducibility is increased and measurement
techniques with higher precision can be applied. Both are vital factors for
the uncertainty quantification. With the increasing quality of numerical cal-
culations, the quality of the experimental data for validation also needs to
increase. As Raffel states, ”the experimental data of the flow field must pos-
sess high resolution in time and space in order to be able to compare them
with high density numerical data fields” [17]. One measurement technique
that can provide very accurate velocity measurements with a high spatial
and temporal resolution is particle image velocimetry (PIV). Therefore, this
technique has been applied in this thesis.
1.2 Outline of this thesis
This thesis aims at designing and carrying out bench-scale laboratory exper-
iments that are well suited for the validation of fire models. The focus lies
on buoyancy-driven flows because they are the main driver for the spread
of smoke in a fire. The experiments are simplified by neglecting combustion
and pyrolysis and they aim to achieve a high reproducibility. Due to its high
precision and resolution, particle image velocimetry is used to measure the
flow velocities. After the experiments are carried out, simulations with FDS
are set up and the results are compared to the experimental data. Besides
the collection of validation data, this study also aims to gain experience with
the application of PIV for the validation of fire models. Therefore, practical
problems encountered throughout the experiments are discussed, and areas
of potential improvement for future experiments are identified.
In Chapter 2, the current state of the art with regard to fire simulation
and particle image velocimetry is discussed. This includes an overview of
possible applications of fire models, their role within a performance-based
design process, and a categorization by different model classes. The funda-
mentals of FDS relevant to the simulations in this work are explained, and
an overview of validation studies that have applied PIV for the velocity mea-
surements is provided. Finally, the basic components of a PIV system are
explained as a basis for understanding the experiments described later.
In this work two different scenarios are investigated: an undisturbed buoy-
ant plume above a heat source and a buoyant spill plume emerging from a
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compartment opening. The undisturbed buoyant plume, also referred to as
open plume, is analyzed in Chapter 3. First, the experimental setup and
procedure as well as the evaluation of the experiments are described. Subse-
quently, the implementation of the experimental setup into FDS simulations
is explained. Finally, the results of the experiments and simulations are
compared with each other.
Chapter 4 covers the scenario of a buoyant spill plume emerging from a
compartment opening. This experimental setup builds upon the open plume
setup but increases the complexity by positioning the heat source inside a
compartment. This chapter is structured similarly to the previous chapter.
However, since a different scenario is analyzed, different evaluation methods
are required and different flow characteristics are compared between experi-
ments and simulations.
In Chapter 5 conclusions from the investigations in this thesis are drawn
and suggestions for future research are provided.
4
Chapter 2
State of the art and
preparatory work
This chapter provides an overview of the current state of the art of fire
simulation. The focus lies on the Fire Dynamics Simulator (FDS), which will
be used for the simulations conducted in this thesis. In addition, FDSgeogen,
a tool that simplifies the automated setup of a multitude of FDS simulations,
is introduced. In order to provide a basis for the experiments described later,
the fundamentals of particle image velocimetry (PIV) are explained.
2.1 Fire simulation
Within this section the areas of application for fire simulation are explained,
and different approaches and validation experiments are introduced.
2.1.1 Applications and approaches
At least three areas can be distinguished in which fire simulations are fre-
quently applied. The first area is in the course of the design and building
permit process, when a new building is planned or an existing building is
converted for a new use. The second area of application is for scientific use,
whether for basic research or in connection with the development of new
products. The final area to be discussed here is in post-fire investigations for
forensic analyses, which try to reveal the course of events in retrospect. The
first area, which is the primary area of application, will be explained in more
detail based on German legislation.
In Germany, four universal protection goals are defined in the ”Muster-
bauordnung” (MBO) [18], which functions as the model building code for
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the building regulations in Germany’s different states.
1. Prevent the emergence of a fire.
2. Prevent the propagation of fire and smoke.
3. Enable escape and rescue measures.
4. Enable effective fire-fighting.
Buildings need to comply with these protection goals during their entire
lifespan, including construction, occupancy and maintenance. The compli-
ance with these protection goals can be proved in different ways; for this,
one usually distinguishes between prescriptive and performance-based de-
sign. Further information on these two methods can be found in the litera-
ture [8, 19, 20], but a summary is given below.
In the prescriptive approach, the requirements of the regulations are met,
and only certified or tested construction measures are used, possibly ac-
companied by technical fire protection measures. On the other hand, the
performance-based approach can be applied when the regulative requirements
cannot be entirely fulfilled. This approach aims at proving the same level
of safety as the prescriptive approach. Therefore, a number of steps are re-
quired, e.g. assess the circumstances relevant to fire safety, specify the build-
ing use and number of occupants, underpin the qualitative protection goals
with quantitative performance criteria, and determine fire scenarios and de-
sign fires. When these preparatory steps are carried out, performance-based
design methods such as fire simulations can be used. Subsequently, the simu-
lation results are compared with the previously-defined performance criteria.
Only via these quantitative values can the simulation results be used to assess
the fulfillment of the qualitative protection goals. For example, performance
criteria for the safe egress of occupants could be a threshold for optical den-
sity and temperatures at a certain height, which must not be exceeded during
the evacuation period.
Depending on the question that needs to be addressed, a variety of calcu-
lation and simulation methods are available for performance-based fire safety
design. According to [8], four modeling classes can be distinguished.
1. Empirical models
2. Post-flashover models
3. Zone models
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4. Computational fluid dynamics (CFD) or field models
Empirical models are derived from experimental studies and condense
the results of those studies into simple relations. The equations usually do
not incorporate a time dependency and can often be solved by hand. Their
validity is limited to the range of the experimental study on which they are
based. Plume formulas, for example, allow plume temperatures and velocity
or flame height to be calculated based on the heat release rate or the diameter
of a fire. Frequently used plume formulas have been developed by Zukoski,
Heskestad and McCaffrey [21–24], among others.
Post-flashover models, as the name suggests, can only be applied for a
fully developed post-flashover fire, in which a uniform temperature distribu-
tion inside the compartment can be assumed. Although they are based on
theoretical considerations, they can also include empirical relations, e.g. for
the heat release rate of the fire. The resulting compartment temperature
inside the room is derived based on the conservation of energy. This means
that, from the heat released by the fire, all other heat fluxes out of the com-
partment are subtracted in order to obtain the amount of energy that heats
the compartment itself.
Zone models extend the functionality of post-flashover models by intro-
ducing at least two distinct layers: a hot upper layer that is smoke-filled,
and a cold lower layer that is smoke-free. Both layers are assumed to be
internally uniform. There is no mass transfer between the two layers apart
from the fire plume, which feeds hot gases into the upper layer. The amount
of mass moving between the layers can be calculated based on empirical cor-
relations (plume formulas) as described above. Some zone models are able to
handle multi-zone and multi-room geometries; however, complex geometrical
details cannot be considered. Also, it is conceptually impossible to obtain
local variables, for example, gas temperatures for the design of load-bearing
structures or soot densities for the activation of smoke detectors. Exemplary
zone models are CFAST and B-RISK [25,26].
The fourth class of models are computational fluid dynamics (CFD) mod-
els, also referred to as field models. Of the models described they are the
most sophisticated and offer the widest scope of application. CFD models
are not only applied in fire safety engineering, in fact, this is one of the
minor areas of application. Major fields of application are for example the
aerospace and automotive industry, turbine design or meteorology. They are
based on fundamental physical principles of the conservation of mass, energy
and momentum. It is from these principles that the conservation equations
are derived, which are used to determine the evolution of state variables such
as pressure or temperature. To allow for a numerical solution of the partial
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differential equations (usually the Navier Stokes equations), the entire com-
putational domain is divided into cells. The total number of cells can easily
exceed several millions, and each cell is assumed to be internally uniform.
There are mainly three different methods available for the numerical solu-
tion; the finite volume method (FVM), the finite element method (FEM), or
the finite difference method (FDM). More information on these methods can
be found in the extensive literature [27–29].
Because CFD models are based on fundamental physical principles, they
can be applied to a large variety of different scenarios, without the need to de-
rive empirical relations from experimental studies beforehand. Nevertheless,
validation experiments are necessary to ensure that the simulation results are
sufficiently accurate. Due to the high spatial resolution, complex geometries
can be simulated, and detailed information about local variables such as tem-
perature, pressure or species concentration is available. The disadvantages
are the high demands in terms of model development, simulation setup, com-
puting effort, and interpretation of results. Exemplary CFD models for fire
simulation are FDS, OpenFOAM/FireFOAM, and ANSYS Fluent [14, 30].
Because FDS is applied for the simulations in this thesis, it is explained in
more detail in the following section.
2.1.2 Fundamentals of FDS
The Fire Dynamics Simulator (FDS) and its companion visualization tool
smokeview (SMV) are ”the products of an international collaborative effort
led by the National Institute of Standards and Technology (NIST) and the
VTT Technical Research Centre of Finland” [14,31]. To date, it is one of the
most widespread CFD models used in fire safety engineering worldwide and
it is accepted by many authorities having jurisdiction. A number of reasons
have contributed to its acceptance.
• It is specifically designed for modeling the impact of fires and therefore
includes sub-models that are required for fire engineering. For exam-
ple, it is possible to model pyrolysis, combustion, soot production and
deposition, species transport, smoke toxicity, sprinkler and heating,
ventilating and air conditioning (HVAC) systems. Although some of
these sub-models are still subject to ongoing research and it is always
the responsibility of the user to make sure the limits of FDS applica-
bility are complied with, the availability of these features proves useful
for various applications.
• Despite its numerous features, FDS is comparably fast, which is enabled
by a rectangular mesh without sophisticated refinement strategies.
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• The extensive and regularly updated documentation facilitates the cor-
rect application of FDS. In addition, various user communities work on
the improvement and acceptance of FDS [32–34].
• Numerous validation studies have been carried out with FDS, which
means that for many applications an approximate simulation error is
known [15].
The following introduction to the fundamental principles of FDS 6 [14]
is given with regard to the simulations conducted later in this study. There-
fore, several irrelevant sub-models are neglected, for example, those mod-
eling pyrolysis or combustion. More detailed information on the use of
FDS, the mathematical models, or validation and verification are provided
in the respective documentation, which is also the basis for the following sec-
tions [14,15,35–37]. For background information, see the extensive literature
on CFD in general [27–29] or with a special focus on fire simulation [38].
Theoretical introductions to the fire dynamics that are to be modeled are,
for example, provided in the SFPE Handbook of Fire Protection Engineering
or by Drysdale, Quintiere and Karlsson [39–42].
As the user’s guide states, ”FDS solves numerically a form of the Navier-
Stokes equations appropriate for low-speed (Ma < 0.3), thermally-driven
flow with an emphasis on smoke and heat transport from fires” [14]. The
hydrodynamic model employs finite differences scheme accurate to the sec-
ond order. Therefore, the computational domain is discretized by a uniform,
rectangular mesh. In every mesh cell, macroscopic properties such as flow
velocity, density, enthalpy, and soot or species concentration are calculated
and stored. Local mesh refinements within a mesh are not possible, and ob-
structions in the simulations are made to conform to the underlying mesh.
Hence, curved objects cannot be accurately represented and need to be ap-
proximated by the rectangular mesh. The computational domain can be split
into several meshes in order to better represent a geometry or to divide the
computational load among several computing units.
For the time integration, an explicit second order predictor-corrector
scheme is used; the time step is adjusted so that the Courant, Friedrichs,
Lewy (CFL) condition is fulfilled. This condition provides an upper limit
for the time step in explicit time-integration schemes and does not allow an
observed value to propagate more than one cell during a time step. An appro-
priate initial time step is estimated based on the dimensions of the smallest
mesh cell, the height of the computational domain, and the acceleration of
gravity.
Since a second-order accurate finite differences scheme is applied, halving
the cell size reduces the discretization error by a factor of four. On the other
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hand, the computational effort will be increased by a factor of approximately
16, because in every dimension the number of cells doubles and, due to the
CFL condition, the time step can only be half as long. Therefore, it is
common practice to carry out a grid sensitivity study, which aims at finding
a resolution that is sufficiently fine for grid-independent results but not finer
than necessary to save computation time. This is usually done by starting a
simulation on a coarse mesh and gradually refining the grid until the observed
values converge. In addition, there are characteristic values that can hint at
an appropriate mesh resolution. For simulations involving buoyant plumes,
the dimensionless expression D∗/δx can be used as a measure of how well
the flow is resolved [14]. δx is the nominal size of a mesh cell and D∗ is the
characteristic fire diameter, which calculates as:
D∗ =
(
Q˙
ρ∞ · cp · T∞ · √g
) 2
5
(2.1)
The expression D∗/δx therefore states the number of cells by which the
characteristic diameter of the fire is resolved. Because this value takes the
actual scenario into account, it is a better reference for an appropriate grid
resolution than an absolute number. However, one should keep in mind that,
depending on the scenario, other geometrical details such as narrow openings
can become decisive.
Turbulence is treated in FDS by using a large eddy simulation (LES) as
a default. Direct numerical simulation (DNS) is also possible but in general
is not practical. The main idea in LES is to calculate those eddies that are
resolved by the mesh and to model the small-scale eddies with artificial eddy
viscosity. In FDS, the Deardorff eddy viscosity model is used for modeling
the effects of turbulence on sub-grid scale [43]. The LES filter width is taken
as the geometric mean of the local cell size in each direction. For cubic cells,
the filter width is equal to the edge length of a cell, which is referred to as
implicit filtering. When LES is applied, it is important to use sufficiently
high mesh resolution to capture the important eddies in a flow, which are,
for example, responsible for the entrainment of air into a plume.
The radiation transport in FDS is calculated by a technique similar to
finite volume methods used for convective transport. As a default, 100 dis-
crete angles are used to calculate the radiation exchange among obstructions
and gas; more angles can be used for higher precision. The radiation solver is
called upon every third time step to update one fifth of the radiation angles.
Thus, the radiation transport equation is completely updated every 15 time
steps. As a rule of thumb, this takes up about 20 % of the overall compu-
tation time for a simulation. It is assumed that the gas in the simulation
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behaves as a gray gas, which means that its emissivity is not particularly
sensitive to wavelength. This assumption is justified by the presence of soot
in most fire simulations.
In FDS, only one dimensional heat conduction in the direction normal to
the surface can be calculated. To compute the temperature inside the solid,
FDS solves the one-dimensional heat transfer equation numerically.
ρscs
δTs
δt
=
δ
δx
(
ks
δTs
δx
)
+ q˙′′′s (2.2)
The temperature evolution inside the solid therefore depends on its aver-
age density ρs, specific heat cs, and thermal conductivity ks. The source term
q˙′′′s additionally considers the heat input or loss inside the solid via chemical
reactions and radiative emission or absorption. Because the material tem-
peratures usually do not fluctuate strongly, the heat transfer equation is only
updated every second time step, in order to save computation time. For the
spatial discretization a different grid than in the gas phase is used. The mesh
resolution on the surface of the solid is automatically chosen depending on
the thermal diffusivity of the respective material. By default, the mesh res-
olution decreases from the layer boundaries towards the middle of the solid.
The boundary condition at the front surface takes both convective and radia-
tive heat fluxes into account. If DNS is applied, the convective heat transfer
is calculated directly; for LES, it is based on a combination of natural and
forced convection correlations [14].
As CFD simulations are very computationally intensive and modern com-
puters draw their power from a large number of processors, code paral-
lelization is an important issue [11]. In FDS, a hybrid parallelization using
OpenMP and MPI is applied. Message passing interface (MPI) is a dis-
tributed memory approach, meaning the work is decomposed and spread to
multiple processes. Data or results from other processes are exchanged by
explicit messages, for example via a network between computation nodes. In
Open Multi-Processing (OpenMP), however, all processes have access to the
same memory; it is therefore referred to as shared memory approach. Al-
though the OpenMP scalability in FDS is not ideal, a speedup to a factor of
two can be achieved without additional configuration work by the user [44].
For the MPI parallelization, the user needs to split the computational do-
main into as many meshes as there are MPI processes, so that each mesh can
be assigned to one process. For stability reasons it is recommended to com-
pute all meshes with a synchronized time step; therefore, it is also advisable
to make the meshes similar in size, in order to obtain a balanced computa-
tional load and prevent individual cores from idling. The simulations in this
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thesis are carried out on up to 96 cores on the general purpose supercom-
puter JURECA using both OpenMP and MPI. For more information on the
parallelization and scalability of FDS, see [44, 45].
2.1.3 Validation experiments
When a fire simulation tool is developed, its correctness and reliability must
be evaluated continuously. This process is referred to as verification and
validation. In a position paper on verification and validation of numerical
fire models published by the international FORUM of fire research directors,
these two elements of the evaluation process are distinguished as follows [4].
Verification is defined as ”solving the equations right”, which means it deals
only with computational science and mathematics. It does not imply that
the governing equations are appropriate; only that they are being solved cor-
rectly. On the other hand, validation means ”solving the right equations”. It
deals with the physical phenomena and evaluates the appropriateness of the
mathematical models. Its objective is to quantify the predictive capability
of the model by assessing the agreement between model output and experi-
mental data. Validation experiments are therefore considered the standard
against which the model outputs are to be compared.
Depending on the intended purpose, there are a wide variety of possible
validation experiments, which can differ in terms of the physical phenom-
ena involved, complexity, scale, metric, standardization, reproducibility and
additional aspects. An overview of different activities relating to the valida-
tion of models for fire safety engineering purposes is given by van Hees [16].
He concludes that ”excellent activities have been conducted over the past
decades but that more work can be done in order to obtain overall uncer-
tainties and error estimates of fire models.” Although many fire experiments
have been published, most of them lack a sufficient description and are thus
impossible to use for validation. Also, data on reproducibility and repeata-
bility are only rarely provided.
An experimental study, which needs to be mentioned separately, was car-
ried out in 1982 by Steckler et al. [46]. The experiments are generally referred
to as ”Steckler compartment experiments”, and they investigated the flow
induced by a simulated pool fire in a compartment. Therefore, 55 full-scale
steady state experiments have been conducted with heat release rates from
31.6 kW to 158.0 kW. Due to their large extent and good documentation, the
experimental results are still used to this day. The spill plume experiments
in this thesis have also been inspired by the setup of these experiments.
Considering that FDS is one of the most widespread fire models, the pub-
lished validation studies are too numerous to list here. The most systematic
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survey of validation work is provided in the respective validation guide of
FDS [15]. Over several hundred pages, the results of numerous experiments
are compared with simulation results from the latest version of FDS. Thus,
the data is organized by output quantity in order to enable the user to assess
the predictive capability of the model for a given quantity over a range of dif-
ferent experiments and scenarios. From all described experiments, only two
apply particle image velocimetry (PIV) to measure the flow velocities. These
two are the ”Sandia Plume Experiments” [47] and the ”Bryant Doorway Ex-
periments” [48–50]. This is somewhat surprising, since with the increasing
quality of numerical calculations the quality of the experimental data for val-
idation must also increase. As Raffel states, ”the experimental data of the
flow field must possess high resolution in time and space in order to be able
to compare them with high density numerical data fields” [17]. He recom-
mends PIV as an appropriate measurement technique for this task, especially
if instantaneous velocity data is required.
The basic theory of particle image velocimetry (PIV) was developed ap-
proximately 25 years ago, and important contributions have been made by
Keane and Adrian, among others [51, 52]. In PIV, a flow is seeded with
tracer particles, illuminated by a pulsed laser light and photographed with a
high-speed camera. This yields a series of image pairs. After subdividing the
images into interrogation windows, spatial cross-correlation is used to obtain
the average particle displacement and fluid velocity within each interrogation
window [53]. A more detailed description of the technical aspects of PIV is
given in Section 2.2. First, however, an overview of validation experiments
for fire simulation with the application of PIV is provided. This list is not
meant to be exhaustive but should cover the most important experimental
studies carried out to date.
To the author’s knowledge, one of the first fire experiments that used
PIV to measure flow velocities was conducted in 1996 by Zhou and Gore,
who studied the entrainment of air and the flow patterns in pool fires [54].
Others followed and used PIV to, for example, characterize the flow of flick-
ering methane/air diffusion flames [55], or to investigate the dynamics of a
large turbulent buoyant helium plume within ambient air [47]. In some stud-
ies, the PIV measurements were accompanied by sophisticated temperature
measurements, e.g. Funatani et al. carried out simultaneous measurement
of temperature and velocity using two-color laser-induced fluorescence (LIF)
combined with PIV, with a color CCD camera [56].
A modification of PIV was proposed by Zhou et al. and Sun et al. to
measure gas velocities inside of buoyant diffusion flames [57, 58]. In order
to achieve this, they used virtual thermal particles determined via thermal
infrared imagery, instead of real physical particles. This measurement tech-
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nique is therefore referred to as thermal particle image velocimetry (TPIV).
Husted et al. used the water droplets of a high-pressure water mist system as
particles and compared the PIV measurements to phase Doppler anemom-
etry (PDA) measurements [59, 60]. In this study, the velocity of the water
droplets themselves was of interest, therefore the surrounding air was not
seeded.
The scale of the measurement region differs significantly depending on
the objective of the investigation. An experimental study of limit lean
methane/air flame in a standard flammability tube recorded an area of only a
few square centimeters [61], while an investigation of the flame front spread-
ing across vegetative fuel recorded a measurement region of several square
meters [62,63].
An extensive study on fire-induced doorway flows was carried out by
Bryant [48–50, 64]. He applied stereoscopic PIV measurements to the door-
way of an ISO 9705 room to measure the flow into an enclosure containing
a small fire. Such conditions would be characteristic of a room prior to
flashover. Simultaneously, velocity measurements with bi-directional pres-
sure probes were taken for comparison, and the gas temperatures were
recorded with thermocouples. The experiments were conducted in real-scale,
and a gas burner with a heat release rate of 32 kW to 160 kW was used as a
heat source in the center of the room. As tracer particles gas filled, hollow
plastic spheres were constantly injected into the inflow. Unfortunately, the
tracer particles were unable to resist the high gas temperatures in the out-
flow, so only the flow into the compartment could be measured with PIV.
Nevertheless, the experiments made an important contribution to the appli-
cation of PIV in real-scale fire tests and provided insight into the accuracy
of the commonly used bi-directional pressure probes.
A recent study investigates the fire-induced doorway flows in a similar
setup but in reduced scale [65]. It also applies a gas burner as a heat source
but uses reduced heat release rates of 10.6 kW to 21.7 kW. The study aims
to provide validation data for RANS simulations with the CFD fire model
ISIS [66].
2.1.4 Introduction of FDSgeogen
In the following section FDSgeogen is introduced. It is a tool that facilitates
the simultaneous setup and evaluation of multiple FDS simulations, and it
has been used for the validation studies in this thesis.
As already stated in the introduction, fire modeling based on computa-
tional fluid dynamics has become state of the art in fire safety engineering
over the last fifteen years. The available computational power has increased
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dramatically during this period. Nowadays, it is not only possible to use
more sophisticated sub-models and increase the spatial and temporal reso-
lution, but it is also viable to run a great number of simulations in order to
better understand the system under investigation. However, despite being
one of the most popular tools for fire simulation, FDS lacks functionality for
automated batch processing.
This is the case, although a number of possible applications for such
functionality exists. For instance, the design of a metro station might require
the consideration of different stopping positions for a subway train on fire.
Therefore, it would be helpful if the train’s position could be changed by one
single parameter in the simulation instead of having to move each component
of the train manually. Or, thinking one step further, one might want to vary
not only the train’s position but also other factors (e.g. natural airflows,
ambient temperature, smoke exhaust systems, etc.) in order to carry out a
thorough sensitivity study as presented by Schro¨der et al. [67]. Therefore it
might be necessary to import external parameter sets, to apply various design
of experiment methods, or to structure and facilitate the post-processing in
advance. While there is a proprietary program (PyroSim [68]), which can
assist with the first task, it is not applicable for automatization and batch
processing, as it would be required for the second task. That is why the
new tool FDSgeogen [69] was developed at Forschungszentrum Ju¨lich [70].
Among other things, it enables the user to automatically generate FDS input
files implementing freely selectable variables, e.g. for material properties or
geometrical measures.
Another application, for which the author of this thesis could derive ben-
efit from FDSgeogen, was the automated generation and evaluation of FDS
simulations for optimizing parameters [71–73]. In that work, FDSgeogen was
embedded in an automated workflow for optimizing thermophysical and ki-
netic parameters on various scales, in order to find a parameter set that best
fits the ignition and burning behavior of polyurethane foam. Although the
desired goal proved too ambitious, it worked flawlessly on a technical level.
In this thesis, FDSgeogen is utilized for automatically creating the FDS
input files with variable heat inputs, ambient temperatures, door widths, or
grid resolutions. Instead of setting up one FDS input file for each of the
simulations, it is sufficient to set up and maintain one FDSgeogen input file
for all simulations. This is particularly helpful, since setting up a simulation
requires several iterations and improvements before a final version is reached.
Therefore, unnecessary work and sources of error can be avoided by main-
taining only a single file. The setup of every simulation is described in the
respective chapter; however, the basic principle of FDSgeogen is explained in
the following section to provide a general understanding.
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XML 
Figure 2.1: FDSgeogen workflow in principle.
Basic principle
FDSgeogen consists of two basic components: An input file that is written in
Extensible Markup Language (XML) format and a Python interpreter that
evaluates the XML syntax and generates an FDS input file (see Figure 2.1).
The basic idea is to replace the conventional FDS syntax with XML syntax
which has all the powerful advantages that result from the interpretation via
Python. Beneficial features of this approach are, for instance, the utilization
of algebraic operations, loops, if statements, or data sequences. That is why
the presented method provides a great deal of flexibility and adaptability for
the automatic input file generation for different applications. In this respect,
both the complete generation from scratch as well as the modification of
existing FDS input files are possible.
The XML input file for FDSgeogen contains most of the relevant infor-
mation about the setup of the simulation, the boundary conditions, and the
output values. Therefore it may seem similar to an FDS input file. However,
in combination with the Python interpreter, it provides much more flexibil-
ity. For example, it is possible to include freely selectable variables and make
them dependent on each other. Furthermore, a parameter file can be read in,
in order to automatically set up a number of simulations. This file contains
the parameter sets for the various simulations and is usually formatted as
comma-separated values (CSV). This feature is illustrated in Figure 2.2 and
will be used for the validation studies presented later.
FDSgeogen is freely available; interested readers are invited to make use of
the presented method and participate in further development. More informa-
tion on obtaining access to the code, annotated examples, and documentation
are provided on the project’s website:
https://cst.version.fz-juelich.de/l.arnold/fdsgeogen
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Figure 2.2: Reading in parameter files in FDSgeogen.
2.2 Particle image velocimetry
Particle image velocimetry (PIV) is a technique for measuring flow velocities
of a gas or a liquid by seeding it with particles. These particles are illuminated
by either natural or by artificial light, and within a very short period of time
two subsequent images are taken. From these images, the displacement of
the particles can be determined, which allows the calculation of the particle
velocities in combination with the time shift between the two images. A
schematic representation of a classical PIV system is shown in Figure 2.3.
PIV is an indirect measurement method where the underlying assumption is
that the particle movement coincides with the movement of the surrounding
fluid. For this to be the case, the particles have to fulfill certain criteria,
which are explained in Section 2.2.1.
Using PIV for experimental flow measurements offers a number of bene-
fits. It is a non-intrusive technique, i.e. the flow is completely undisturbed
apart from the added particles, whose influence can be considered negligible
in most cases. It is a whole field technique [17], meaning not only a single
location but a whole region of interest can be analyzed at once. Thus it is pos-
sible to capture interesting flow structures, e.g. entire eddies in a turbulent
flow. PIV measurements provide almost instantaneous information about
the flow with a precision that is not achievable when using classical mea-
surement techniques such as bidirectional probes or hot wire anemometers.
While classical PIV makes it possible to capture the two velocity components
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Particles
Camera Flow
Computer for controlling, data 
acquisition and signal processing
Figure 2.3: Schematic representation of a 2D PIV system. Illustration based
on [64].
parallel to the two-dimensional light-sheet, stereoscopic or tomographic PIV
facilitate the measurement of all three velocity components in the region or
even a volume of interest.
However, the high cost and complexity of such measurements are the
main drawbacks. The required equipment usually has to be specifically de-
signed for PIV and can therefore be very expensive. Familiarizing oneself
with methods for measuring and post-processing, as well as setting up and
calibrating the equipment, demands a great deal of time and effort. Accessi-
bility of the experimental region can become an issue, because both the laser
and the camera need optical access. On the other hand, either an enclosure
around the experiment is needed to confine the particles or a constant, well-
distributed supply of fresh particles needs to be guaranteed. Also, the lasers
usually applied in PIV pose a potential hazard to experimenters, bystanders
and equipment and therefore safety measures need to be taken.
The most important components of PIV systems are explained in the fol-
lowing paragraphs. It is a very complex measuring technique, so only those
aspects which are essential for the understanding of the experiments con-
ducted in this thesis are covered. For further reading on the topic, there are
numerous publications available that cover the different subsystems of PIV,
such as particle seeding, illumination, imaging optics, or post-processing. A
good starting point for an interested reader might be [74,75]; a more extensive
guide to PIV is [17].
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2.2.1 Particles
The two main requirements of particles used for PIV are good visibility and
good flow-following characteristics. For the experiments in this thesis, small
liquid droplets of di(2-ethylhexyl)sebacate (DEHS) are used with particle
sizes of approximately 0.2 µm to 0.3µm [76]. The visibility of these particles
is based on the light scattering at the interface of ambient air and DEHS.
As a general rule, the greater the difference of the refractive indices of the
involved materials and the larger the particles, the better is the visibility of
the particles.
On the other hand, it has to be guaranteed that the particles ”faithfully
follow the motion of the fluid” [17]. Because, after all, the fluid velocity
is only indirectly measured by measuring the particle velocity. In order to
ensure slow sedimentation of the suspended particles, their density ought to
be similar to the fluid density, or the particle size has to be small enough to
result in a settling velocity that is negligible compared to the fluid velocity.
According to [74] and assuming the process is governed by Stokes drag,
the settling velocity vp,∞ can be calculated by
vp,∞ =
gd2p(ρp − ρf )
18µf
, (2.3)
with dp and ρp as diameter and density, respectively, of the suspended
particles, and µf and ρf as dynamic viscosity and density, respectively, of
the surrounding fluid. This relation is valid for spherical objects that move
through a viscous fluid at a small Reynolds number (Re 1) and can be used
to estimate particle characteristics. The Equation 2.3 results in vp,∞ ∝ d2p,
which means that a small particle diameter is beneficial for slow deposition of
particles. In summary, ”the choice of optimal diameter for seeding particles
is a compromise between an adequate tracer response of the particles in the
fluid, requiring small diameters, and a high signal-to-noise ratio (SNR) of
the scattered light signal, necessitating large diameters” [77].
A uniform seeding size is desirable to obtain a uniform light intensity from
all particles. A number of devices have therefore been developed, see [77]
for further details. Also, a homogeneous particle distribution within the
region of interest is required. An insufficient particle concentration would
not provide enough information for vector calculations; concentrations that
are too high make the particles difficult to distinguish. Depending on the
experimental conditions, the stability of the particles under the influence
of heat or chemicals has to be considered, too. Both liquids and gases as
well as solid particles are used for experimental applications with PIV. Also,
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Figure 2.4: Schematic representation of a Nd:YAG double pulsed laser with
bandpass filter for PIV. Illustration based on [78].
the particle size can vary substantially; an overview of the different kinds of
particles used for PIV is given in [74].
2.2.2 Illumination
When taking images of a fluid at a high velocity, a short exposure time is
needed to ”freeze” the particles and obtain sharp images. In order to guar-
antee adequate illumination despite the short exposure time, a high-energy
light source is required. Also, the time delay (also called pulse separation
time) between the two light pulses needs to be very short so that the particles
only move a few pixels between the two shots.
Nowadays, lasers are often used for PIV because they meet the require-
ments listed above. Additionally, they provide monochromatic light, which
allows the use of optical filters for the cameras to further improve the image
quality. The most common laser type used is a neodymium-doped yttrium
aluminum garnet (Nd:YAG) laser in pulsed mode [17]. A schematic repre-
sentation is shown in Figure 2.4. Because these lasers typically emit infrared
light at a wavelength of 1064 nm, a doubling crystal is used to create a laser
beam at 532 nm wavelength, which is visible to the naked eye as green light.
This measure simplifies the laser calibration and reduces the danger of un-
noticed exposure to laser light. The latter is important because most of the
lasers used for PIV are classified as Class 4. This means both indirect and
direct laser light can burn the skin and cause permanent eye damage.
In order to obtain pulse separation times shorter than the pulse frequency
of a single laser, two lasers are coupled. The principle is illustrated in Fig-
ure 2.5. In this way, pulse separation times in the order of microseconds
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Figure 2.5: Staggered pulse trains from double pulsed lasers for PIV. Illus-
tration based on [74].
can be realized. When working with two lasers, special care has to be taken
to ensure that the two light sheets exactly overlap inside the measurement
region. A lack of accurate calibration can lead to poor correlation between
the two images and thus unsatisfactory results [74].
The laser beam is guided to the measurement area by mirrors or fiber
optics and subsequently fanned out into a light sheet by an arrangement
of lenses. An exemplary configuration for light sheet optics is shown in
Figure 2.6. The light sheet at the measurement domain has to be very
thin, so only particles are illuminated, which are focused by the camera.
Furthermore, a homogenous light intensity over the entire region is desired
for an even illumination of all particles.
2.2.3 Recording unit
During the early days of PIV, analog cameras were used for imaging. For
certain aspects, this technique is still able to compete with more recently
developed digital imaging, e.g. in terms of image resolution. However, the
convenience and speed-up that comes along with digital imaging has resulted
in the almost exclusive use of digital cameras. Digital images are immedi-
ately available and thus allow for fine-tuning during the recording process.
Also, photochemical processes can be avoided and no digitalization for post-
processing is required [17]. The most common sensor architectures available
today are charge-coupled devices (CCD), charge injection devices (CID) or
complementary metal-oxide-semiconductor devices (CMOS). CCD sensors,
which are also used in most consumer-grade cameras, are more sensitive to
light than CMOS sensors, which are very fast and thus used for high-speed
PIV. A comparison of different sensor types for digital cameras and their
performance can be found in [79].
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Figure 2.6: Light sheet optics using three cylindrical lenses. Illustration
based on [17].
The two main factors for selecting the camera are resolution and speed.
An increase in resolution makes it possible to either increase accuracy within
the measurement region or to enlarge the measurement region while main-
taining the same accuracy. For the most precise particle localization, the
camera setup, resolution and particle size should be chosen in such a way
that one particle is recorded on four pixels of the cameras sensor. The inten-
sity distribution of a particle image may then be used to estimate its position
with sub-pixel accuracy by means of the Gaussian function. In this manner,
an accuracy of more than one-tenth of a pixel can be achieved. If a particle
is recorded on a single pixel only, a ”peak-locking” effect may occur. This
means that sub-pixel accuracy is lost and the particle displacement tends to
be biased towards integral values [17,75].
The minimum time between two subsequent frames, the interframe time,
is an important parameter when it comes to measuring flows at high velocity.
For an accurate and reliable calculation of the velocity vectors, the particle
displacement should only be a few pixels between two subsequent frames.
Therefore, the interframe time for measuring super or hypersonic flows needs
to be extremely short. Current high-speed cameras can capture more than
25,000 frames per second at full resolution with an interframe time of only
a few hundred nanoseconds [80]. Of course, for experiments with lower ve-
locities, the interframe times are much longer and other aspects can become
more important. Further technical requirements regarding the recording unit
are discussed in [17].
2.2.4 Processing and evaluation
The key component of a PIV system is the control and processing unit. It
synchronizes the triggering of the laser and camera and facilitates the deriva-
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tion of displacement vectors from the particle images. The images are there-
fore subdivided into interrogation windows (sometimes called interrogation
areas) with typical sizes of 32 pixels × 32 pixels or 64 pixels × 64 pixels.
For every interrogation window, a single vector is derived by calculating the
displacement of the particles within the interrogation window; see Figure 2.7.
1 2 2
1
Figure 2.7: Cross correlation for determination of velocity vectors. The
highest correlation between frame 1 and frame 2 yields the average particle
displacement. Illustration based on [81].
Thus, in contrast to particle tracking methods, where individual particles
are followed, in PIV the displacement of entire groups of particles is evaluated
[75]. The applied method is cross correlation technique. For every possible
shift dx and dy, the correlation between the two frames is calculated as
shown in Figure 2.8. The location of the maximum of this correlation yields
the average in-plane displacement of the particles. In combination with the
known interframe time, the vx and vy components of the flow velocity can be
derived from this average in-plane displacement [52].
Regarding the particle concentration, a number of approximately 15 par-
ticles per interrogation window is indicated in the literature to be an optimal
value [51, 77, 83]. The optimal interframe time is directly dependent on the
flow velocity. A particle displacement of less than a quarter of the interroga-
tion window size is desirable (”one quarter rule”), because it ensures, on the
one hand, a sufficiently large particle shift for a precise calculation without,
on the other hand, losing too many particles to adjacent interrogation win-
dows (”loss-of-pairs”) [17,51]. Further criteria to yield optimal performance
of the PIV analysis include an out-of-plane displacement of less than a quarter
of the in-plane displacement, and a velocity gradient over the interrogation
area of less than five percent of the mean velocity [51, page 1214].
A careful adjustment of experimental parameters, as described above, is
the basis for an accurate PIV analysis. However, there are also numerous
methods available on the software side which may improve the quality of
results. First of all, the images can be processed prior to vector calculation
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Figure 2.8: Composition of peaks in the cross-correlation function [82].
to enhance contrast, reduce noise, or to bring particle image intensities to a
similar level [17, page 139]. For the experiments described in this thesis, back-
ground subtraction was conducted in order to reduce the effect of stationary
disturbances on the images, such as reflected laser light. First, the back-
ground image was created by computing the minimum intensity image from
all the recorded images. As a second step, this background image was then
subtracted from each raw image. An illustration of this method is given in
Section 3.1.3. Further methods for image pre-processing include high-pass or
low-pass filters, image binarization, intensity capping, or dynamic histogram
stretching. All of these methods can enhance image contrast; however, they
also modify and potentially bias the image statistics. For further information
see [17,83,84].
For the vector computation, a range of enhancement methods are avail-
able as well. A popular method, which has also been applied in this the-
sis, is an ”iterative multigrid approach” as described by Scarano and Ri-
ethmuller [85]. It aims at reducing the loss-of-pairs due to in-plane motion
by gradually reducing the size of the interrogation window. The vectors
of coarse interrogation windows are thereby used as predictors for smaller
interrogation windows, as illustrated in Figure 2.9. The smaller interroga-
tion windows are no longer stationary between the two images, but they are
instead shifted according to the predicted particle displacement. This is ad-
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Figure 2.9: Vector computation via iterative multigrid approach. The coarse
vectors (left) are used as predictors for vectors of smaller interrogation win-
dows (right) at the same position. Illustration based on [85].
vantageous, because the one-quarter rule, related to the maximum in-plane
displacement, no longer limits the window size and thus a better resolution
can be achieved.
Defining an overlap of adjacent interrogation windows is another common
measure. Typically 25 % to 50 % of the windows are made to overlap [74,
page 60]. Such an oversampling increases the spatial resolution of the vector
grid while retaining a sufficiently large number of particles per window for
a reliable vector computation. There are methods available to avoid the
redundant computation of the correlation function for overlapping areas [86].
2.2.5 Measurement accuracy
PIV measurements are generally considered to be very precise. However,
as with every measurement technique, they contain several sources of error.
Some of the most dominant causes are discussed in this section.
First of all, it is an indirect measurement method using the Lagrangian
motion of the particles to approximate the instantaneous Eulerian flow ve-
locity of the surrounding fluid [74]. The underlying assumption is that the
particles move in accordance with the fluid. For this to be true, the particles
have to meet certain criteria, as described in Section 2.2.1.
When it comes to image recording, inaccuracies can occur due to imper-
fections of the applied lenses as well as electronic noise when capturing and
reading out data from the camera sensor. As described in the previous sec-
tion, peak locking can occur if a particle is only resolved with a single pixel on
the camera sensor. The particle displacement is then biased towards integral
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pixel values, and sub-pixel accuracy can no longer be achieved. Histogram
plots of all the computed particle displacements for an experimental run can
help to identify this type of error [17, page 168].
An inherent error of the vector computation based on two subsequent im-
ages is that it recovers linear shifts only. By definition, the cross-correlation
method yields the displacement vector to the first order, i.e. the average lin-
ear shift of the particles during the interframe time. Deviations from the
direct path cannot be captured [74, page 59]. This type of error is negligi-
ble, if the particle displacement is small or if the streamlines are relatively
straight.
If the velocity gradient over the interrogation area is large, the cross-
correlation method can also produce biased data. This is due to the in-plane
loss-of-pairs, even if the mean particle displacement is accounted for by shift-
ing the interrogation windows. In the latter case, the error will be random. If
the interrogation windows are not shifted by the mean particle displacement,
the result will be biased towards lower values, because especially fast moving
particles will be lost for the cross-correlation [17, page 175].
In some of the interrogation windows a false correlation peak will be
detected. This happens when the two correlated windows do not contain
enough particle pairs, for example, due to a low particle concentration or
an out-of-plane motion of the particles. The results are spurious vectors
which may differ considerably from their neighbors, both in direction and
magnitude. In order to obtain unbiased results it is necessary to eliminate
and replace those vectors. A number of methods exists for this procedure,
which is referred to as data validation [87, page 2]. Again, great care needs
to be taken not to manipulate the data by deleting correct vectors.
In recent years, automatic uncertainty estimation for PIV has gained a
great deal of attention, and several studies have been conducted on different
sources of uncertainty and their effect on the achievable accuracy [87–93].
Some of these studies used synthetic particle images for the investigations.
This is beneficial for studying selected parameters only. However, it can-
not account for the manifold complexity of real experiments. The reported
precision errors of numerical investigations are as small as 0.05 pixel [88,
page 386] [83] or even 0.01 pixel under certain conditions [17, page 169]. In
real experiments an empirical universal constant of 0.1 pixel is often used as
a typical figure for measurement error [87, page 2].
Other methods try to quantify the measurement uncertainty using an a-
posteriori approach. Sciacchitano et al. propose to estimate the error based
on the obtained velocity fields in combination with the original particle im-
ages [87]. For every particle pair, a disparity vector is calculated, which is
the difference between the real displacement of this very particle and the dis-
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placement vector calculated for the entire interrogation window. The scatter
of all disparity vectors gives an estimate of the random error, and the mean
value of the disparity vectors gives an estimate of the systematic error.
Concluding the above discussion, it becomes clear that PIV is a complex
measurement technique that requires careful application. However, many of
the potential sources of uncertainty are only relevant for sophisticated experi-
mental setups with three-dimensional flows. In the experiments conducted in
this thesis, the flows are predominantly two-dimensional, parallel to the light
sheet, and the gas velocities are moderate. Nevertheless, the measurement
uncertainty will be evaluated in the experiments.
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Chapter 3
An undisturbed buoyant plume
above a heat source
Many experiments in fire safety engineering involve pyrolysis and combus-
tion, or even interaction with fire-extinguishing systems. Modeling those
experiments is a difficult and complex task, which can exceed the limits of
FDS applicability. Often, consistency of model and experiment can only
be attained after extensive optimization or adjustment of either material or
model parameters. Moreover, if no consistency is attained, the number of
involved physical phenomena makes it difficult to localize possible reasons
for the deviations or assign inaccuracies to specific sub-models.
Therefore the experiments described in the following two chapters are
intended to be as simple as possible in order to obtain a valid and reliable
data basis for model validation. They focus on one of the key components
for fire simulation: modeling buoyancy-driven flows. Buoyancy is the main
driver for the spread of smoke and toxic gases from fires, but it can also be
exploited for natural ventilation and for establishing a low-smoke layer for
the safe egress of occupants. Pyrolysis and combustion are neglected in the
experiments; instead, an electrically heated block of copper is used as a heat
source. The experiments are carried out on a bench-scale in two different
geometries. In this chapter an undisturbed plume above an electrical heat
source is analyzed. In the following chapter the same heat source is placed
inside a simplified compartment with a single opening, and the flow through
the opening is analyzed. In both experiments PIV is applied for measuring
the flow velocities. The basic principles of PIV have already been explained
in the previous chapter; the different experimental setups and respective
simulations are described in the following sections.
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3.1 Experiments
In these experiments the focus lies on the undisturbed buoyant plume that
develops above the heat source. Surrounding air is heated by the heat source
and rises due to its positive buoyancy compared to the ambient air. There
is neither forced convection nor an enclosure, apart from a 650 mm tall box,
which is required to confine the tracer particles. In the course of the experi-
ments temperature stratification develops due to the buoyancy of the warm
air. The PIV measurements are carried out as soon as a steady state is
reached and the temperature stratification does not change. In this case the
same amount of heat which is brought in by the heat source is lost through
the outer enclosure walls and ceiling. They function as a heat sink for the
gas volume inside the enclosure. The flow velocities within the plume are
measured at four different power settings. Additionally, gas temperatures
are recorded at various positions in order to quantify the boundary condi-
tions of the experiments. A detailed description of the experimental setup is
given in the following section.
The technical equipment for PIV as well as guidance on its use has been
provided by IEK-6, a sub-institute of the Institute for Energy and Climate
Research of Forschungszentrum Ju¨lich. In preparation of the experiments,
two bachelor theses have been written, which cover preparatory experiments
and simulations in a very similar setup [94, 95]. The experimental work de-
scribed here has been summarized in a paper submitted to the International
Journal of Heat and Mass Transfer [96]. Several paragraphs and figures from
this section have therefore been literally or textually incorporated into the
paper.
3.1.1 Experimental setup
The lasers applied for illumination are classified as class 4 lasers. This means
the laser light can ignite combustible materials and burn the skin, and even
scattered or indirect light can cause serious and permanent eye damage. This
is why the whole experimental setup needs to be located inside a laser safety
box in order to protect the experimenters, bystanders, and the equipment.
The laser safety box is 3.0 m long, 2.0 m wide and 2.1 m high, a picture is
shown in Figure 3.1.
Experimental geometry and temperature measurements
In order to confine the particles and to guarantee defined boundary condi-
tions, an enclosure made of polymethyl methacrylate (PMMA) slabs is used,
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Figure 3.1: Laser safety box and computers used for the PIV measurements.
also known as acrylic glass. It is 735 mm wide, 575 mm deep, and 650 mm
high (inner dimensions) and constitutes the experimental space for both the
open and spill plume setup. Figure 3.2 gives a schematic representation of
the whole experimental setup. Outside this enclosure only the temperature
is measured in order to obtain realistic back wall conditions for the later
simulations. The PMMA slabs for the walls and ceiling of the enclosure are
5 mm thick, and for the base plate a 12 mm thick board of plywood is used.
Two holes in the base plate are used as particle inlet and exhaust port re-
spectively. A closable opening on the left side of the enclosure allows access,
even after the instrumentation has been set up. The enclosure as well as all
the optical equipment are set up on an optical table, or where this is not
possible, rigidly connected to it. The latter is necessary for the laser and
cameras, because there is not enough space on the table. Such an optical
table provides a stable, rigid and vibration-free platform for optical experi-
ments. A rectangular grid of tapped holes on the tabletop makes it easy to
fix and align the required equipment in almost any position.
For measuring the gas temperature platinum resistance thermometers
(Pt100) are used. Compared to thermocouples they provide more precise
and stable results, which improve the accuracy of the experiments. Advan-
tages of thermocouples, such as a higher temperature resistance and a shorter
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Figure 3.2: Experimental geometry: The heat source is placed in the middle
of an enclosure, which is required to confine the particles. Temperatures
are measured at positions inside and outside the enclosure (T1 to T7). The
laser light sheet (green) illuminates a vertical plane along the plume axis.
Both cameras can be driven upwards in order to capture the entire plume.
Dimensions are given in mm, the coordinate origin is defined at the center
of the top surface of the heat source.
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response time are not relevant here, because only moderate gas temperatures
at a steady state are investigated. Ambient temperatures are measured on
either side of the enclosure with a few centimeters distance from the enclosure
walls. Inside the compartment the temperature stratification is measured.
For this purpose five Pt100 devices are placed above each other in one cor-
ner of the enclosure; the distance to both adjacent walls is 100 mm. The
uppermost device is placed with 60 mm vertical distance to the ceiling; the
other devices line up underneath with a vertical distance of 120 mm to each
other. Hence the bottom device is positioned 110 mm above the base plate.
The devices are brought into the enclosure parallel to the expected thermal
stratification, i.e. along the isotherms. In combination with the minor dif-
ference in temperature between the inside and the outside of the enclosure,
the measurement error due to heat flux to the exterior is expected to be very
low.
Heat input
The heat source as well as the room geometry for the second setup have been
constructed with a Cartesian grid with 10 mm resolution in mind. This is
advantageous for recreating the setup in CFD models with Cartesian grids,
such as FDS. In this way the geometry can be represented without having to
neglect any geometrical details. The dimensions of the heat source are 60 mm
× 60 mm × 40 mm (l × w × h), see the technical drawing in Figure 3.3. A
heating coil and a thermocouple are embedded inside the block of copper.
When planning the experiments the heat source was meant to be kept
at a constant temperature by automatically switching the electrical heating
on and off. For automatic temperature control the embedded thermocouple
reading was to be used. However, this approach led to fluctuating surface
temperatures and made it difficult to measure the electrical power. Instead,
a constant voltage was applied in the final experiments, which resulted in
very steady surface temperatures after some time of heating up.
Another lesson learned during the preparations of the experiments was
how quickly the copper surface oxidizes during experimental runs with higher
surface temperatures. Since the emissivity of copper varies strongly with the
surface quality, this would have an immediate influence on the radiative and
convective fraction. With an increased emissivity at an identical heat input,
more energy would be transferred via radiation and less energy would be
transferred via convection. In order to prevent shifting emissivity during the
experiments the copper block was coated with chalk spray from the outset.
Because the emissivity of the chalk spray is known and constant through-
out the experiments, it is possible to determine the radiative fraction of the
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Figure 3.3: The heat source consists of an electrical heating coil and a ther-
mocouple embedded in a rectangular block of copper. Dimensions are given
in mm.
overall energy input. To measure the total energy input, PHS, an ampere
meter and a voltmeter are connected in series and parallel to the heat source
respectively. It is assumed that 100 % of the electrical power are converted
to thermal power. Figure 3.4 illustrates the relation of electrical power and
surface temperature dependent on the surface condition of the heat source.
With increased emissivity, the heat loss via radiation also increases. Thus the
surface temperature at steady state conditions is lower. This is particularly
true for higher surface temperatures when radiation becomes the dominant
mode of heat transfer. Copper has a very high conductivity, and thus quick
equalization of temperature differences and thus a homogeneous surface tem-
perature can be expected. Nevertheless thermal imaging is applied in order
to evaluate the homogeneity of the surface temperature. The results are
presented in Section 3.1.4.
In addition to radiative and convective heat transfer, there is also con-
ductive heat transfer to be considered. In order to reduce the heat loss to the
wooden floor board a 20 mm thick base plate out of calcium silicate is used
for insulation purposes. This material resists temperatures of up to 1000 ◦C
and has a low thermal conductivity of around 0.09 W/m K [97]. It is sold
under the trade name Promatect L. A small hole is drilled in the center of
the insulating base so that the heat source can be screwed to the wooden
ground plate to guarantee a fixed position.
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Figure 3.4: Heat source temperature depending on the surface quality. The
uncoated block of copper has a low emissivity that varies with the level of
oxidation. With a coating of chalk spray a constant emissivity of 0.82 is
obtained.
Equipment for PIV
For illumination purposes a Dual-Nd:YAG Laser is used. It is marketed by
InnoLas under the tradename SpitLight PIV Compact 400. Figure 3.5 shows
a photograph of the laser head, although the power supply is not displayed.
The following features are a selection taken from the InnoLas data sheet [98]:
• Repetition rate: 2 × 10 Hz
• Pulse energy at 532 nm: > 2 × 180 mJ
• Pulse width at 532 nm: 4 ns to 6 ns
• Beam diameter: 6 mm
As can be seen in Figure 3.2, the laser is positioned on the left side of the
enclosure, although a vertical light sheet is required, which is aimed at the
heat source from above. That is why the laser beam has to be deflected via
a number of mirrors. In order to ease the alignment of the mirrors and to
guarantee a highly focused beam the number of mirrors ought to be as small
as possible. Here, three mirrors are used. The angle of each mirror can be
set precisely via adjustment screws. Before entering the enclosure the laser
beam is converted to a laser light sheet via light sheet optics. Not only the
laser head but also the power supply is positioned on the left side of the laser
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Features
  Unlimited adjustable pulse separation
   Compact laser head and power supply with small footprint
  Robust and stable resonator structure
  Quick and easy replacement of flashlamps
   Maintenance-free pumping chamber with ceramic reflector
   Excellent beam quality and pointing stability
  Long flashlamp lifetime
   Each cavity can be double pulsed
   Quick connect laser head
SpitLight PIV Compact
Double Rail Series
Scientific Lasers
SpitLight
Figure 3.5: Picture of the applied Dual-Nd:YAG laser InnoLas SpitLight PIV
Compact 400 [98]. The two units for power supply are not displayed.
table. It is assumed that th exhaust heat of this power supply heated up the
adjacent side of the enclosure during preliminary experiments, resulting in a
skewed plume axis. For this reason an air exhaust is placed next to the power
supply and a felt mat is placed between the power supply and the enclosure:
see Figure 3.6. These measures prove useful to some extent. However, the
plume axis is still skewed as will be shown in the experimental evaluations.
For the particle generation the TSI Aerosol Generator Model 3079 is
used [99] in conjunction with di(2-ethylhexyl)sebacate (DEHS) as raw ma-
terial. It is a non-soluble, colorless and odorless liquid that boils at approx-
imately 232 ◦C to 249 ◦C at 1 bar atmospheric pressure [76]. The lifetime of
a particle with 0.3µm diameter is given as four hours, but this will depend
upon ambient conditions such as temperature and pressure. The typical
distribution of particle sizes for the applied aerosol generator is shown in
Figure 3.7.
Assuming an average particle size of 0.2 µm and air temperatures of 30 ◦C,
the settling velocity can be estimated using Equation 2.3:
vp,∞ =
9.81 m/s2 · (2× 10−7 m)2 · (912− 1.15)kg/m3
18 · 18.718× 10−6 kg/(m s) ≈ 10
−6 m/s, (3.1)
This settling velocity is substantially smaller than the expected flow ve-
locities of up to 1 m/s and thus negligible for the determination of the gas
velocities when evaluating the experiments.
As recording devices two LaVison Imager pro X 2M cameras are used.
The following list of features is taken from the LaVision data sheet [100]:
• 1600 pixels × 1200 pixels
36
3.1. EXPERIMENTS
2
1
3
4 7
6
58
(a) Seen from the left.
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(b) Seen from the right.
Figure 3.6: Experimental setup of the open plume experiments. Shown are
the laser power supply (1), laser head (2), mirrors (3), light sheet optics
(4), CCD Cameras (5), linear drive (6), string potentiometer (7), felt mat
(8), heat source (9), enclosure (10), Pt100 temperature devices (11), and the
particle generator (12).
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Figure 3.7: Particle size distribution of the used TSI Aerosol Generator Model
3079 [99].
• 29 frames/s maximum frame rate
• 110 ns minimum interframing time
The two cameras are mounted on an aluminum base plate with a viewing
angle perpendicular to the laser sheet. The viewing areas slightly overlap
(29 mm) in order to allow for a common calibration of both cameras. The
combined viewing area of both cameras together is 104 mm wide and 246 mm
high. Thus the acquired images have a resolution of approximately 11.6 pixels
per millimeter. Due to a rigid fixing to the base plate a misalignment of the
cameras after calibration is prevented. The base plate itself is mounted on
a linear drive, which allows the movement both cameras vertically, parallel
to the laser light sheet. The linear drive can be seen in Figure 3.6. Special
care has to be taken to ensure that the laser light sheet and the linear drive
are parallel to each other, otherwise the cameras would lose the focus on the
particles when being driven up or down.
The exact position of the cameras is measured via a string potentiometer.
Preliminary experiments have shown that entering the laser safety box in
order to manually adjust and measure the camera position takes too long
and interferes with the constant experimental conditions. Therefore both the
remote control of the linear drive and the display of the string potentiometer
are accessible from outside the laser safety box. A detailed description of the
experimental procedure is given in the following section.
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3.1.2 Experimental procedure
After the experimental geometry and equipment described in the previous
section have been built, set up, wired, adjusted and tested, only a few more
preparations are necessary in the run-up for the experiments:
• Pictures for the camera calibration have to be taken. Therefore a cal-
ibration target needs to be placed at the exact position of the laser
light sheet: see Figure 3.8. This target exhibits a regular grid of mark-
ers with a known distance from each other. In combination with the
reading of the string potentiometer for the camera position the particle
images can be calibrated precisely; see Section 3.1.3 for details.
• The background of the particle images - in this instance the rear wall
of the enclosure - needs to be as dark and evenly colored as possible in
order to make the particles easy to distinguish. For this purpose black
cardboard is attached to the rear wall.
• Each camera position needs to be carefully checked for laser light re-
flections or refractions into the camera. These can occur when the laser
penetrates the PMMA slabs of the enclosure, or when the light sheet
strikes the heat source or other obstructions. In order to avoid damag-
ing the cameras, such an incidence of light onto the sensor needs to be
avoided. It is for this reason that the close-up range of the heat source
cannot be investigated.
• Since different computers are used for recording the PIV images and
temperature measurements, their internal clocks need to be synchro-
nized.
In the short-term before the experiments, i.e. every morning during the
experiments, the following measures are taken:
• The air exhaust of the laser safety box is activated. The extraction is
placed directly adjacent to the laser’s power supply to remove the heat
generated and to prevent the laser safety box from heating up. The
air supply is guaranteed by the aid of numerous openings at different
positions in the outer wall of the laser safety box.
• The heat source is switched on and set to the first power setting. After
approximately 20 to 30 minutes it reaches a constant temperature.
However, in order to obtain constant gas and enclosure temperatures,
another 60 to 90 minutes are allowed for the heat-up.
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Figure 3.8: The target for the camera calibration is placed at the very same
position as the laser light sheet.
• Particles are injected and spread quickly inside the enclosure due to
the buoyancy-driven flow. The cameras are focused on the particles
illuminated by the laser light sheet; some test PIV measurements are
done in order to check the particle density and to ensure the functioning
of the entire system.
After a sufficient time to attain the quasi-steady state the experimental
procedure for recording one heat source power setting is as follows:
1. The readings of the heat source temperature, voltmeter and ampere
meter are noted and the laser is started.
2. An appropriate interframe time for the measurements is determined via
DaVis’ integrated dt optimizer [101]. This tool iteratively changes the
interframe time until an optimal particle shift of five pixels is obtained.
The optimization is performed for the medium camera position, where
the highest velocities are usually observed.
3. Starting at the bottom position, the measurement is triggered. After
the images are recorded and stored, the cameras are driven to the
middle position, 200 mm above the lowest position. This results in an
overlap of 46 mm between the viewing areas of both positions. This
requires approximately 60 s to move the cameras.
4. As soon as the middle position has been reached the next recording is
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triggered. Afterwards the cameras are driven to the highest position,
155 mm above the middle position.
5. When the top position is reached, the measurements are triggered
again.
6. Steps 3 to 5 are repeated in reverse order, i.e. the cameras are driven
from top to bottom. This is done in order to obtain a second measure-
ment of the full plume for comparison.
7. After finishing the PIV measurements and switching off the laser, the
readings of the heat source temperature, voltmeter and ampere meter
are re-checked to detect a possible shift throughout the measurement.
In the course of the experiments the quality of the data obtained and the
particle density is checked periodically. Depending on the heat source tem-
perature, particles need to be refilled after a few hours. The power supply
of the laser is water-cooled. However, because the experiments were mostly
carried out during warm summer days, the water temperature became criti-
cally high twice, which caused the power supply to shut off. This happened
despite the exhaust air, which is placed close to the power supply to prevent
excessive heating. The affected measurements were repeated after a short
cooling off period. Another piece of equipment which heats up over time is
the wooden base underneath the heat source. Despite the insulating plate of
calcium silicate in-between, conductive heat loss has to be considered in the
later simulations.
Table 3.1 gives an abridged overview of all open plume experiments, a
complete overview is given in the appendix. Four different power settings,
PHS, from 30 W to 96 W are investigated, which lead to heat source tem-
peratures, THS, from 149
◦C to 307 ◦C. Due to radiative and convective heat
losses, the surface temperatures of the heat source, THS,surf , are smaller than
the internal temperatures THS measured by the embedded thermocouple.
This is explained in more detail in Section 3.1.4. Measurements for identical
heat source settings are repeated on different days to obtain an estimate of
the uncertainty related to the measuring procedure. Most of the images are
recorded over 10 s with 10 Hz, which is the highest frequency the laser can
provide. Some measurements are recorded with 1 Hz over up to 180 s, in
order to capture possible long term fluctuations. In total, 24 runs for the
open plume setup are performed. By ’one run’ a scanning procedure of the
entire plume is meant, i.e. each run comprises camera recordings at the three
different camera positions.
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Table 3.1: Abridged overview over open plume experiments with different
heat inputs, PHS, and the associated standard deviation. N is the number
of experimental runs, tm is the duration of each measurement and f is the
camera frame rate.
PHS THS THS,surf N tm f
W ◦C ◦C s Hz
29.9± 0.2 149.2± 0.7 147.5 4 10 10
2 117 1
55.6± 0.1 216.3± 1.9 212.1 4 10 10
2 180 1
78.0± 0.3 270.7± 0.5 264.8 4 10 10
2 180 1
96.0± 0.3 305.2± 1.1 298.0 4 10 10
2 180 1
3.1.3 Image processing
The first step of the image processing and the basis for the later evaluation
is to assign the correct calibration to the raw images. For the experiments
described here this serves two main purposes. First, the results are required
in true dimensions, e.g. mm, instead of pixels. Therefore the image scale
needs to be determined. Secondly, the images may show some distortion due
to the view through the PMMA enclosure or due to a slightly oblique view of
the light sheet. Both of these can be corrected by correct calibration [102].
As described in the previous section and illustrated in Figure 3.8, a cali-
bration target is used for this purpose. In order to create the calibration one
needs to select three of the target’s markers that are visible on both cam-
eras. The other markers on the target are selected automatically by DaVis’
semi-automatic calibration tool [102]. After the experimenter has checked
the correct recognition of all the markers, the calibration is automatically
calculated. In the course of the calibration process it is also possible to de-
fine the coordinate origin. Here it is defined at the center of the top surface
of the heat source.
In order to generate vector fields from the images the following steps are
carried out. Parts of this process can be automated by so called hyperloops
in DaVis, which saves time and avoids the errors of manual execution.
1. The double-frames from both cameras need to be reorganized, because
as defaults they are stored together in DaVis.
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(a) Original (b) Background (c) Difference
Figure 3.9: Background subtraction for enhanced image quality. Illustrated
by an image section taken from experimental run 1.1. The background calcu-
lates as the minimum intensity image of the entire image set at that position.
2. As described in Section 2.2.4, the image background can be subtracted
from the images in order to enhance the image quality and particle vis-
ibility. Thus the minimum intensity image of all 100 (or 180) images is
calculated and afterwards subtracted from every image, see Figure 3.9.
By doing this, unwanted information can be largely removed, leaving
only the particles. This method works well for disturbances on fixed
positions, e.g. parts of the geometry or reflections on the enclosure.
3. For the vector calculation an iterative multigrid approach is used. The
vectors of larger interrogation windows are thereby used as predictors
for smaller interrogation windows, as described in Section 2.2.4. The
interrogation window size is reduced from 128 pixels × 128 pixels to
64 pixels × 64 pixels. Additionally, an overlap of 50 % is prescribed
between the interrogation windows. Such an oversampling increases the
spatial resolution of the vector grid while retaining a sufficiently large
number of particles per window for a reliable vector computation. Here
a final resolution of approximately 2.75 mm is obtained.
As mentioned in Section 2.2.4, a particle density of around 15 particles
per interrogation window is given as an optimal value in the literature. In
Figure 3.10 a close-up of a single interrogation window is presented that
seems to exhibit more than 15 particles. However, it should be noted that
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Figure 3.10: Close-up of a single interrogation window marked as a white
rectangle with 64 pixels × 64 pixels, i.e. 5.5 mm × 5.5 mm. It is taken from
run 1.1 and is plotted in false colors for illustration purposes.
the true number of particles is difficult to determine due to the wide range
of different particle sizes (see Figure 3.7). Also, a different color scaling will
make it appear as if the particle concentration changes. Even if absolute
numbers cannot be determined from the image, it becomes apparent that
both particle concentration and particle size lie within reasonable bounds.
Most of the particles are large enough to be recorded on several pixels so
that a peak locking effect is avoided.
After an evaluation of the generated vector fields it transpired that addi-
tional filtering methods for correcting erroneous vectors were not necessary.
There are a few obvious errors on some of the frames. However, the overall
rate of spurious vectors is very low. This is particularly the case when eval-
uating averaged vector fields, where single spurious vectors are of almost no
consequence. This is why the average and standard deviation for every run
is calculated without prior filtering.
Due to the limited viewing area of the cameras it is not possible to capture
the entire plume at once; see Section 3.1.2 for a detailed description of the
experimental procedure. Instead the plume has been recorded in three steps.
That is why the recordings taken in different heights need to be merged
in order to obtain an overall view of the plume. Additionally, the vector
fields obtained from PIV only contain data at discrete positions, i.e. at the
centers of the interrogation windows. For the later evaluation of the data it
is advantageous to have interpolated values in between. Both requirements
are implemented into an evaluation program written in Python [103,104].
An exemplary time-averaged flow velocity field is shown in Figure 3.11.
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Figure 3.11: Flow velocity field and velocity profiles of run 1.1 with
PHS = 30 W and THS = 149
◦C. On the left hand side absolute velocities
are displayed, time-averaged over 10 s and 100 doubleframes respectively.
The horizontal blue lines indicate the positions of the velocity profiles shown
on the right. For these profiles only the vertical velocity, vz, is considered.
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At the top left corner of the measurement area there is triangle of data
missing, because the light sheet has not illuminated that area. For the areas
within the velocity field, where the viewing areas of both cameras overlap,
thus allowing duplicate data to exist, the recordings of the lower camera are
used. The transition between camera positions is visible at z = 260 mm and
z = 460 mm. However, the flow is sufficiently stable for the velocity fields
to be merged. For the velocity profiles on the right of Figure 3.11, only the
vertical velocity component, vz, is used. Those profiles are evaluated at three
different heights: in the close range of the heat source (100 mm), at the top
of the plume with some distance to the ceiling (400 mm) and between the
two (250 mm).
3.1.4 Evaluation of experiments
Before the experimental results are presented, general observations will be
described and the consistency of the ambient conditions analyzed.
General observations
It has been observed in the course of the experiments that both the insulating
plate and the wooden floor underneath the heat source heat up over time.
Although this effect is not quantitatively recorded, it should be considered
when using the experimental data for validation purposes. On the one hand
it reduces the energy brought into the enclosure by the amount lost via con-
duction through the floor. On the other hand, it might have an influence on
the flow, if not only the heat source surface is hot, but also the insulating
plate underneath. However, thanks to the low thermal conductivity of cal-
cium silicate, the total amount of energy lost via conduction is expected to
be low.
In some of the experiments, which have been conducted at higher power
settings, areas with a low particle concentration are visible. These areas ex-
tend from the top surface of the heat source upwards into the plume and are
most likely to be caused by an evaporation of the particles. As mentioned
above, DEHS evaporates at temperatures of 232 ◦C to 249 ◦C, which is less
than the maximum heat source surface temperature of around 300 ◦C. Al-
though the surrounding air is far cooler than the heat source surface, the gas
temperatures in the slipstream at the top of the heat source might exceed
the boiling temperature of DEHS. Despite the low particle concentration it
is still possible to determine valid vectors in most cases. However, this could
influence the measurement uncertainty, which will be determined at a later
stage.
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Figure 3.12: Thermal images of the heat source at an inner temperatures
of THS = 250
◦C and THS = 254 ◦C respectively (measured by the embedded
thermocouple). From left to right, the view at one side, one corner and the
top of the heat source is shown. The dashed blue line indicates the area,
which is used for the determination of the surface temperature.
During many of the experimental runs the plume had a tendency to bend
to the left (from the camera’s viewpoint). A possible explanation for this
could be uneven heating of the heat source. Although copper has a very high
thermal conductivity, and thus a quick equalization of temperature differ-
ences can be expected, thermal imaging was applied to confirm this assump-
tion. The thermal images have been recorded in collaboration with ZEA-1,
a sub-institute of the Central Institute of Engineering, Electronics and Ana-
lytics of Forschungszentrum Ju¨lich. For technical reasons the thermal images
could not be recorded simultaneous with the PIV recordings, however, the
identical experimental setup has been used. The images for heat source
temperatures of THS = 250
◦C and THS = 254 ◦C respectively are displayed
in Figure 3.12. THS denotes the temperature measured by the thermocou-
ple embedded inside the heat source and as displayed in Figure 3.3. It is
clear that the surface temperatures are mostly homogeneous, with only a
few colder patches visible probably resulting from an uneven coating with
chalk spray, which tends to agglomerate close to the edges. Therefore the
bending of the plume cannot be explained by non-homogeneous surface tem-
peratures and requires further investigation. Possible explanations include an
asymmetric cable routing outside of the heat source or asymmetric ambient
conditions outside of the enclosure that lead to non-homogeneous enclosure
temperatures.
What is evident from the thermal images, however, is a general devia-
tion of the surface temperature, THS,surf , from the heat source temperature,
THS, measured by the embedded thermocouple. When averaging across the
indicated area in Figure 3.12 a deviation of around 6 K results for a heat
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Figure 3.13: There is a deviation between the inner heat source temperature,
THS, and the surface temperature, THS,surf , measured on top of the heat
source. The blue line is a fitted function used for inter- and extrapolation.
source temperature of 250 ◦C. In Figure 3.13 the temperature deviations for
different power settings are displayed. These deviations increase with higher
heat source temperatures and can be explained by the cooling effect of con-
vection and radiation on the outside. The thermocouple, on the other hand,
is embedded close to the heating coil inside the heat source and thus displays
higher temperatures.
Reproducability of experiments
The experiments were conducted over the course of several days. Further-
more, since for every power setting a number of experimental runs have been
carried out for comparison – some of them on different days – constant am-
bient conditions are an important issue.
It has been found that keeping the heat source power constant is relatively
easy. As can be derived from Table 3.1, the standard deviation is between
0.1 W and 0.3 W, which is 0.7 % at most. As a result, the heat source tem-
peratures vary only slightly. On average the standard deviation is around
1 K. Figure 3.14 gives a detailed overview of the scattering of the heat source
temperatures. For every power setting the deviation to the mean heat source
temperature at that power setting is displayed.
It has been more difficult, however, to keep the ambient temperature
within the laser safety box constant. In Figure 3.15 the ambient gas tem-
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Figure 3.14: Scattering of heat source temperatures during the experiments.
The figure displays the deviation of each heat source temperature, THS, from
the mean heat source temperature at every power setting, THS,P . Per power
setting there are only three data points visible, because two runs have been
measured in a row at identical heat source temperatures.
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Figure 3.15: Ambient temperatures, T∞, during the experiments. The mea-
surement error is less than 0.4 K (not plotted for reasons of clarity).
perature, T∞, during all experimental runs is shown. It is calculated as the
averaged value of T6 and T7, measured within a few centimeters distance to
the enclosure. There is a positive correlation with the power setting, because
experiments at higher powers have been performed in the afternoons of the
experimental days when the temperature within the laser safety box was in-
creased. This increase was caused by the laser’s power supply and a general
heating up of the laboratory due to summer temperatures outside.
When comparing these temperature measurements one needs to keep the
measuring tolerances in mind. The Pt100 temperature devices used are of tol-
erance class B and the measurement error is declared as ±(0.3 + 0.005× T ),
with the measured temperature T given in ◦C [105]. However, the error is
expected to be lower, because the measurements are not taken at a single
point in time but averaged out over a period of several minutes.
The gas temperatures inside the enclosure are mainly a result of the
heat source temperature and the ambient temperature outside the enclosure.
In Figure 3.16 the temperature profiles in one corner of the enclosure are
given for the four different power settings. The coordinate origin is set to
the center of the heat source top surface so that the enclosure’s interior
extends from y = −60 mm to y = 590 mm. The formation of a hot gas layer
in the upper part of the enclosure is clearly visible. However, the increase in
temperature seems to be continuous, without a distinct interface between the
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Figure 3.16: Temperature stratification inside the enclosure for different
power settings, measured by the devices T1 to T5. The measurement error
for this temperature range is less than 0.5 K.
hot upper layer and the cold lower layer. Similar variability in Figure 3.15 and
Figure 3.16 can be found when comparing the scattering per power setting.
For the power setting of 78 W and 96 W both the ambient temperatures
outside the enclosure and the temperature profiles inside the enclosure exhibit
very little scattering, which lies within the measurement tolerance.
Analysis of heat fluxes
During the experiments the total electrical power brought into the heat source
is measured. When the heat source temperature no longer rises, i.e. steady
state is attained, the same amount of power received by the heat source
is emitted by it. This can happen via three fundamental methods of heat
transfer, which are illustrated in Figure 3.17.
1. Convective heat transfer to the surrounding colder air.
2. Radiative heat transfer to the colder enclosure.
3. Conductive heat transfer to the insulating base of calcium silicate (Pro-
mat), which again transfers energy via convection, radiation or conduc-
tion to the surrounding air, the enclosure or the wooden floor respec-
tively.
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Figure 3.17: Schematic representation of the involved heat transfer mecha-
nisms convection (1), radiation (2) and conduction (3).
The only direct driver of the buoyant plume is the convective heat trans-
fer to the surrounding air both from the heat source itself or the heated
calcium silicate base underneath. Unfortunately this convective fractio of
the total energy input cannot be measured directly in the experiments. It is
therefore estimated by calculating the radiative fraction based on the avail-
able temperature data and subtracting it from the total energy input. The
conductive loss to the wooden floor is assumed negligible for this estimation,
because of the low thermal conductivity of the insulating material. It is,
however, considered in the heat flux analysis of the simulations, which will
be discussed in Section 3.2.3.
The heat source emits thermal radiation at different wavelengths. The
wavelength at the radiation peak can be estimated by Wien’s displacement
law, as shown here for the highest heat input:
λmax =
2.898× 106 nm ·K
578 K
= 5014 nm (3.2)
PMMA does not transmit radiation at a wavelength of 5000 nm [106,
page 5]. Therefore, the thermal radiation of the heat source is absorbed
or reflected at the inner enclosure walls. For calculating the radiative heat
transfer to the enclosure walls the Stefan-Boltzmann law is used, as given in
Equation 3.3. The surface temperatures of the heat source can be considered
homogenous, as has been shown in Figure 3.12. This is why the radiative
fraction emitted from the heat source can be calculated by
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Q˙rad,HS = σεHSAHS(T
4
HS,surf − T 4encl) (3.3)
with
σ : Stefan-Boltzmann constant
εHS : emissivity of the coating of chalk spray, 0.82
AHS : surface area of heat source, 0.0132 m
2
THS,surf : surface temperatures of the heat source
Tencl : temperature of the enclosure walls
The surface temperature of the enclosure walls, Tencl, has not been mea-
sured in the experiments, which is why the gas temperature T3 at z = 290 mm
is used as an approximation. The error introduced by this assumption is con-
sidered negligible, because the radiative heat flux is dominated by T 4HS,surf .
As previously described, the insulating plate underneath the heat source
also heats up over time. Here the radiative heat flux is more difficult to calcu-
late, because the surface temperature is not homogenous but instead exhibits
a temperature gradient from top to bottom. For the following calculation
the surface temperature at the top of the insulating plate (z = −40 mm) is
assumed to be equal to THS,surf . For the temperature, Tb, at the bottom
(z = −60 mm), where the insulating plate touches the wooden floor, sur-
face temperatures of 47 ◦C to 70 ◦C are assumed. These values are estimates
based on experimental measurements of the surface temperature underneath
the wooden floor. For −60 mm < z < −40 mm a linear temperature profile
is assumed.
Q˙rad,Pro =
∫ −40 mm
−60 mm
σε(T (z)4 − T 4encl)ldz (3.4)
with
T (z) = Tb +
z + 60 mm
20 mm
(THS,surf − Tb) (3.5)
and
l : length of the insulating plate
Tb : temperature at bottom of insulating plate
The results of the calculations are given in Table 3.2. It becomes apparent
that radiation is the dominant mode of heat transfer, even for the lowest
energy input. As described above, the convective fraction is calculated by
subtracting the radiative fraction from the total energy input. For a total
energy input of 29.9 W the overall convective fraction is only about 13.1 W or
44 %. As one would expect due to the Stefan-Boltzmann law, the radiative
fraction increases with higher surface temperatures, see Equation 3.3. Of
a total energy input of 96.0 W, only about 29 % or 27.5 W is convectively
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Table 3.2: Estimates of the radiative and convective fractions of the total
energy, PHS, brought into the enclosure.
PHS Q˙rad,HS Q˙rad,Pro Q˙conv
W W W W
29.9 14.2 (48 %) 2.5 (8 %) 13.1 (44 %)
55.6 28.9 (52 %) 4.7 (9 %) 21.9 (39 %)
78.0 46.0 (59 %) 7.1 (9 %) 24.9 (32 %)
96.0 59.7 (62 %) 8.8 (9 %) 27.5 (29 %)
transferred to the surrounding air. It should be noted, however, that these
values are estimates only.
Analysis of velocity measurements
Typical instantaneous velocity fields for each heat input are shown in Fig-
ure 3.18. As was described before, the entire plume is recorded in three
steps. That is why the plume regions z < 260 mm, 260 mm < z < 460 mm
and 460 mm < z are recorded at three different points in time. While the
plume on the left at the lowest heat output of 30 W is clearly laminar, the
plume on the right at the highest heat output of 96 W is largely turbulent.
With increasing energy input the transition from laminar to turbulent flow
occurs at lower heights.
For the following analysis mostly time-averaged velocity fields are used,
which are presented in Figure 3.19. It should be noted, that the scaling
of the color bar was changed compared the instantaneous velocity fields, in
order to improve the clarity of the figure. Due to the turbulent nature of the
higher-energy plumes, the plume width at the top increases. Interestingly,
the maximum velocity seems to occur at the plume with the second lowest
energy input. However, one should keep in mind that these images are time-
averaged and therefore transient velocity maxima, which are characteristic
for turbulent flows, are not visible here.
In DaVis [107] an uncertainty quantification method is implemented
based on a statistical analysis of the correlation between the images to be
matched. This is called the correlation statistics method and is an exten-
sion of the particle disparity method by Sciacchitano et al. [87]. Unlike the
particle disparity method, it works on the pixel level by evaluating the contri-
bution of individual pixels to the correlation peak. For a detailed description
of the method see [108]. The relative measurement uncertainty belonging
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Figure 3.18: Instantaneous velocity fields for 30 W, 56 W, 78 W and 96 W.
Each figure comprises measurements taken at three different points in time.
to Figure 3.19 is presented in Figure 3.20. It is calculated by dividing the
absolute measurement uncertainty by the absolute flow velocity for every in-
terrogation window. That is why in regions with low flow velocities (outside
the plume) the relative measurement uncertainty is high, although the abso-
lute error is small. For the greater part of the measurement region, where the
plume is located, the measurement uncertainty is below 4 %. However, there
are small regions close to the heat source with higher uncertainties, which
may be caused by reflections and/or low particle densities. Inside the plume
at heights where the velocity profiles are derived, the uncertainty does not
exceed values of 4 % and is usually below 2 %. For some of the other exper-
imental runs that are not displayed here the uncertainties are higher, up to
8 % at the heights of the velocity profiles.
In order to allow for a better comparison of different experimental runs
the velocity profiles of all experiments are presented in Figure 3.21. Velocity
profiles for different heat inputs are evaluated in three positions. The heights
of 100 mm and 250 mm are recorded at the same time, while recordings in
400 mm height have a time shift of around 120 s to 180 s, due to the shifting
of the cameras.
The least scattering can be observed for power settings of 78 W and 96 W.
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Figure 3.19: From left to right velocity fields at 30 W, 56 W, 78 W and 96 W
are shown. They are recorded with 1 Hz and time-averaged over 117 s (30 W)
and 180 s (others). The blue lines indicate the positions where the velocity
profiles are derived. The color bar was changed compared to Figure 3.18.
Figure 3.20: Relative measurement uncertainty belonging to Figure 3.19.
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This is in accordance with the least scattering of the ambient conditions,
compare Figures 3.15 and 3.16. The flattening and widening of the velocity
profiles at the top of turbulent plumes – already observed in Figure 3.19 –
is visible throughout all experimental runs at 78 W and 96 W. In virtually
all experiments the plume deviates to the left, bearing in mind that the
coordinate origin is placed at the center of the heat source top surface. As
already discussed in Section 3.1.4, this behavior is not likely to be caused
by non-homogeneous heating of the copper block but might be caused by
an asymmetric cable routing to the heating coil or other external factors.
Further investigations are therefore necessary.
In some of the runs at 30 W and 56 W, the velocity profiles exhibit two
peaks. They are not an artifact of the time-averaging of the images, because
they also appear on the instantaneous velocity fields. Whether this obser-
vation indicates a double or a hollow plume cannot be distinguished from
the available data, because it is recorded on a vertical plane parallel to the
flow. A possible explanation could be, that the surrounding air undergoes a
stronger acceleration on the vertical sides of the heat source than on the top
of the heat source and in this way a hollow plume is created. The fact, that
such a double or hollow structure is only occasionally observed, might be
caused by the size of the heat source. For a very small heat source a stable
hollow structure might not be able to propagate into the plume, for a large
heat source this could be more likely to happen. Therefore, if the size of
the heat source applied in the experiments is in-between, a hollow structure
might only occasionally occur. This, however, is only a speculation, further
investigations, based on experiments or simulations, are required in order to
investigate the underlying cause for this behavior.
In order to be able to compare the velocity measurements of different
power settings quantitatively, characteristic values are derived from the ve-
locity profiles, such as maximum velocity, plume width and area integral of
the velocity profile. These characteristic values are displayed in Figures 3.22a,
3.22b and 3.22c. Each figure consists of three subplots that illustrate the re-
lation of the characteristic value and the heat input at a specific height.
Figure 3.22a displays the maximum flow velocities at three heights. The
maximum velocities close to the heat source (100 mm height) are positively
correlated with the heat input. However, the velocity increase with raised
heat input is not as strong as one might expect. At the intermediate (250 mm)
and top (400 mm) position an increased heat input of more than 60 W leads
to constant or even decreasing maximum velocities. This is caused by the
transition from laminar to turbulent flow. As mentioned above, the averaging
of the velocity fields makes the transient velocity maxima of turbulent flows
disappear.
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Figure 3.21: Scattering of vz velocity profiles of all experiments. The subfig-
ures show different power settings, for each of which three different heights
are investigated. Every run is time-averaged over the entire recording time.
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Figure 3.22: Characteristic flow values in different heights. The blue area
shows the range of results without the extreme values at each power setting.
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In order to determine the plume width, a velocity of 0.2 m/s is defined as
the plume boundary. For some of the velocity profiles in 400 mm height at
78 W and 96 W the measurement area and thus also the velocity profiles do
not cover the entire width of the plume, see Figure 3.21. Here the left plume
boundary needs to be estimated. This is done by assuming a zero velocity
at x = −60 mm and approximating the values to the left edge of the velocity
profile by a straight line. In Figure 3.22b the resulting plume widths are
displayed. While they are independent of the heat input at the close range of
the heat source, they show a strong positive correlation at the top position.
This is again caused by the transition to a turbulent flow, as already seen in
Figure 3.19.
Another meaningful characteristic of the plume – the induced volume
flow – cannot be calculated, because only two-dimensional data is available
and the plume is apparently not rotationally symmetric. Therefore, as an
indication of the volume flow, the integrals of the velocity profiles are calcu-
lated. Again, a few velocity profiles at the top position at high heat output
require a completion of the velocity profile. This is performed according to
the description above. The resulting integrals are displayed in Figure 3.22c
and generally show a positive correlation with the heat output. However,
increasing the heat output further than 80 W does not increase the volume
flow. Generally the flow integrals and the volume flow respectively grow with
increasing distance to the heat source. This occurs because of the entrain-
ment of ambient air into the plume.
As can be seen from the previous results, the transition from laminar
to turbulent flow is of fundamental importance for the plume characteristics.
With increased heat input this transition occurs at lower heights closer to the
heat source. Where precisely this transition occurs is not yet known, because
the plume has been evaluated in discrete heights only. Therefore in order to
further localize the point of transition, the plume is now evaluated along its
centerline in the flow direction. However, as can be seen from Figure 3.21,
the centerlines are not straightforward to determine, because most of the
plumes have shifted to the left and have asymmetrical flow profiles.
The identification of the centerline used for the experiments in this work
is based on symmetry consideration of the vertical velocity. Basically, it is
assumed that the centerline’s x position represents the most symmetrical
point – with respect to vz – at a given height z. Therefore the x position of
the centerline, xcl, is given by
xcl =
{
x | min
(∫
Ω(x)
vz(x+ χ, z)− vz(x− χ, z) dχ
)}
.
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Figure 3.23: Centerline positions for all experimental runs. For illustration
purposes the axes are not in the same scale.
Here, the domain Ω(x) indicates a region around the evaluated x posi-
tion. This definition has proved to produce more reasonable centerlines for
the experimental data presented than other methods, such as the maximal
value of vz or the zero-crossing of vx. All these methods would indicate the
same centerline in an ideal plume. The resulting centerline positions for all
experimental runs are presented in Figure 3.23.
In Figure 3.24a the vertical velocity, vz, along the centerline for all ex-
perimental runs is presented. In the nearfield of the heat source the flow
is accelerated due to the buoyancy of the warm air. This acceleration is
stronger the higher the heat input is. At a height of 250 mm above the heat
source top surface, the experiments with 29.9 W total energy input reach
a velocity of 0.6 m/s to 0.7 m/s while the experiments with PHS = 96.0 W
reach a velocity of 0.8 m/s to 0.9 m/s.
An indication of the transition from laminar to turbulent flow is a decline
in vertical velocity. A turbulent flow leads to the formation of eddies, which
divert parts of the upwards-directed motion into the horizontal directions.
As a result, vz decreases and the horizontal velocity components vx and
vy increase. For the experiments with 55.6 W to 96.0 W the transition is
clearly visible. The height at which this transition occurs is lower when the
heat input is higher. For the experiments with PHS = 96.0 W the turbulent
flow begins at around 200 mm to 300 mm, while for the experiments with
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PHS = 55.6 W this occurs at around 300 mm to 400 mm. For the experiments
with the lowest heat input the decline in vz is only visible for some of the
experimental runs; for the other runs it would have occurred at a greater
height and could not be observed due to the limitations of the experimental
setup.
In order to make the results more generally comparable to other experi-
mental findings, they need to be rendered dimensionless. This is achieved by
normalizing the velocity, vz, of a run from 0 to 1, so that 0 is the minimum
velocity and 1 is the maximum velocity measured in that run for z > 200 mm.
A threshold of 200 mm is introduced in order to avoid disturbances in the
near field of the heat source, which can occur for other velocity components.
The resulting normalized vertical velocity is referred to as vz.
Additionally, vz is not plotted as a function of z but as a function of
the Grashof number. The Grashof number is a dimensionless number that
represents the ratio of buoyancy forces to viscous forces. It can therefore give
an indication of whether a flow is laminar or turbulent. For the experiments
described here the local Grashof number is determined as follows:
Gr =
gβ(Tsurf − T1)z3
ν2
(3.6)
with
g : acceleration due to gravity
β : coefficient of thermal expansion
Tsurf : surface temperature of heat source
T1 : air temperature at z = 50 mm
ν : kinematic viscosity
In Figure 3.24b the dimensionless velocity, vz, as a function of Gr is
shown. Due to the normalization the centerline velocities are no longer clus-
tered according to the heat input. Instead of this the dimensionless centerline
velocities of all heat inputs lie on top of each other. All curves reach their
maximum in the range 2× 108 < Gr < 2× 109. This result is in accordance
with the previous findings of Noto et al. [109], who investigated the turbulent
transition of a thermal plume above a line heat source and reported the same
limits for the transition from laminar to turbulent flow.
The standard deviation of the horizontal velocity is another appropriate
measure of turbulence for the present setup, because a laminar buoyancy-
driven flow will produce very little horizontal movement, whereas the pass-
ing eddies of a turbulent flow produce strong fluctuations in the horizontal
velocity. For the experiments described here the standard deviation of the vx
velocity along the centerline is shown in Figure 3.25a. There are two effects
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Figure 3.24: Vertical velocity and normalized vertical velocity in the center-
line of the plumes.
for z < 180 mm, which might obscure the message of this figure. Firstly, close
to the heat source for z < 100 mm the flow has a non-negligible horizontal
component, because it is flowing around the heat source itself. Secondly, at
a height of 110 mm < z < 180 mm, laser light reflections caused inaccurate
measurements for some runs with 78 W and 96 W. This is why the two peaks
for z < 180 mm are not considered to be an indication of a turbulent flow.
What is however an indication of a turbulent flow is the increased standard
deviation of vx in a height of z > 270 mm. In line with the previous obser-
vation, increasing the heat input leads to a lower point of transition. For
PHS = 29.9 W the increased fluctuations of vx are only just visible.
In Figure 3.25b the normalized standard deviation of vx velocity is shown
as a function of the Grashof number. Only the transitional region is shown in
order to make individual runs visible. In an analogy to the previous normal-
ization, σ(vx) is normalized by assigning 0 to the minimum standard devia-
tion and 1 to the maximum standard deviation of every run for z > 200 mm.
The resulting normalized standard deviation is referred to as σ(vx).
The Grashof number is calculated in accordance with Equation 3.6.
Again, it becomes apparent that the transitional region determined in the
present study lies within the limits determined by Noto et al. [109]. Fur-
thermore, the present study allows localization of the transitional region
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Figure 3.25: Standard deviation and normalized standard deviation of vx in
the centerline of the plumes.
more precisely. The increase in fluctuations of the normalized vx velocity
and thus the transition from laminar to turbulent flow occurs in the range
4× 108 < Gr < 2× 109.
In this section a number of characteristic values could be derived, which
have been used for a comparison among the experiments and will also be used
for comparisons with the simulations. Although possible improvements for
further experiments have been identified, the experiments discussed provide
a sound basis for the validation study, which will be presented at the end of
this chapter. First, however, the setup of the simulations will be explained
in the following section.
3.2 Simulations with FDS
The experiments described in the previous section are intended to be used for
the validation of CFD models. Here, FDS 6.2.0 is applied for the simulations.
In the following section the simulation setup and the processing of the results
for the open plume experiments will be presented.
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3.2.1 Simulation setup
In general the implementation of the experiments in this thesis into FDS
simulations is rather straightforward. This is not least due to the fact that the
experiments have been specifically designed for this purpose. The geometry
is built on a Cartesian grid, the boundary conditions are well defined, and
neither pyrolysis nor combustion need to be considered. However, a few
aspects do require closer examination, such as the heat source boundary
condition, an adequate grid resolution, or the required time to reach quasi-
steady state.
Building the model
The simulation domain includes the entire enclosure plus a few centimeters of
ambient air in every dimension. Limiting the domain to the plume region only
would have allowed a better plume resolution. However, it would not have
been possible to consider the temperature stratification of the surrounding
air, nor the radiative feedback from the inner enclosure walls. Extending the
simulation domain further than a few centimeters outside the enclosure is
not expected to have a significant effect on the simulation results but would
result in a huge increase in computational cost.
The gas temperature of the ambient air outside the enclosure is prescribed
according to the experimental measurements. In combination with a defini-
tion of the external mesh boundaries as ’open’, the convective cooling effect
on the outer enclosure walls is taken into account. The enclosure itself, i.e.
the wooden floor and the PMMA sides and top, is modeled with realistic
material parameters to allow heat transition. This is important because in
order to attain steady state the heat flux balance of incoming and outgoing
energy in the enclosure needs to be leveled. Two holes in the wooden floor,
which serve as particle inlet and outlet respectively in the experiments, act
as a pressure relief in the simulations.
Since the heat released by the heat source is the driver for the observed
flow, the heat source boundary condition is of great importance. During
preliminary simulations the surface temperature has been prescribed accord-
ing to experimental measurements. However, this is not optimal, because as
was shown in Figure 3.12, the surface temperature of the heat source is not
necessarily identical with the embedded thermocouple reading. In addition,
one cannot ensure that the overall energy transferred into the enclosure is
the same as during the experiments. This is why a different approach has
been chosen for the actual simulations. Instead of the surface temperature,
the net heat flux on the heat source surface is prescribed. By doing this it is
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guaranteed that the intended amount of energy is transferred into the enclo-
sure. The radiative and convective fraction is calculated by FDS, based on
the actual flow conditions and the radiation exchange with the surroundings.
For the latter, the heat source’s emissivity needs to be fed into FDS, which
has been determined as 0.82 in the experiments.
Considering heat conduction losses
Despite its low thermal conductivity, the calcium silicate base and subse-
quently the wooden floor underneath have heated up in the course of each
experimental day. Due to the limited capabilities of FDS with regard to
heat conduction, an iterative approach needs to be used in order to obtain
a reasonable estimate for this effect. The aim is that the sum of the heat
conducted through the wooden floor, the heat emitted from the insulating
base and the heat emitted from the heat source equals the total electric
power measured in the experiments in order to obtain a heat input as close
as possible to that of the experiments.
First, the heat transfer to the bottom of the wooden floor is calculated.
Therefore a strongly simplified FDS simulation is set up that resembles the
insulating base of calcium silicate and the wooden floor. A surface temper-
ature according to the experiments is maintained on the upper side and the
conductive heat flux to the bottom is recorded after steady state is attained.
It should be noted here that FDS is only capable of simulating one-directional
heat conduction. Thus a lateral heat conduction through the wooden floor
cannot be considered. However, since the simulation is being performed for
an estimate of the heat loss only, this simplification is acceptable. Two sim-
ulations for heat source temperatures of THS = 150
◦C and THS = 310 ◦C are
performed, and intermediate values are linearly interpolated. The heat loss
via conduction through the wooden floor is:
• 1.3 W for THS = 150 ◦C ( PHS = 29.9 W)
• 3.0 W for THS = 310 ◦C ( PHS = 96.0 W)
As a second step, the temperature profile that developed inside the cal-
cium silicate base is prescribed as a surface temperature on its outer sides and
another simulation is run. During this simulation the net heat emitted from
the calcium silicate base is measured. This heat flux together with the heat
conducted to the wooden floor is subtracted from the total electric power
in all subsequent simulations in order to obtain the net heat flux, which is
prescribed as a boundary condition for the heat source.
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Output values
For a reasonable comparison with the experiments, the same output quan-
tities at a similar temporal and spatial resolution should be recorded in the
simulations. Additionally, further quantities are investigated for diagnostic
purposes.
• Vector slicefiles in various positions orthogonal to the y and z axis
record velocity, temperature, pressure, and turbulence resolution.
• The upwards-directed volume and heat flows in 200 mm and 300 mm
height above the heat source are measured.
• Gas temperatures and thermocouple readings in the same positions as
in the experiments are recorded.
• The net, radiative and convective heat flux on the surface of the heat
source and the insulating base of calcium silicate is captured.
• Boundary files for the wall temperatures as well as the net, radiative
and convective heat flux to the enclosure are recorded.
• Temperature profiles within the enclosure are also captured.
Meshing and grid sensitivity
The applied mesh distribution is illustrated in Figure 3.26. It consists of
seven vertical meshes covering the main part of the simulation domain and
an eighth mesh spanning the entire top of the domain where the ceiling jet
occurs. The distribution of meshes is based on the following criteria.
• As recommended in the FDS user’s guide [14], the region of interest is
not cut by mesh boundaries. The heat source as well as the main part
of the plume are completely enclosed in the central mesh.
• The number of meshes takes JURECA’s architecture into account,
which has 24 cores per node. Therefore each mesh is computed on
three cores.
• The meshes are roughly similar in size to allow for an even load-
balancing when simulating with a synchronized time-step.
• The dimensions of the meshes are each in the form 2l× 3m× 5n, where
l, m and n are integers. This is beneficial for a fast computation via
FDS’ Poisson solver based on Fast Fourier Transforms [14].
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Figure 3.26: Mesh distribution for open plume simulations.
A question that needs answering prior to every FDS simulation is this:
what mesh resolution is appropriate for the given setup? In FDS it is not
possible to refine parts of a mesh locally or change the mesh resolution dy-
namically over time. Instead, the entire mesh usually has the same resolution.
On the one hand, the resolution needs to be sufficiently fine, allowing the flow
and important geometrical details to be resolved with an adequate number
of cells. On the other hand, the computational effort increases dramatically
when refining the grid. When halving the edge length of the cells in each di-
mension the total number of cells increases by a factor of eight. Additionally,
the time-step halves in order to fulfill the CFL condition. As a consequence,
a simulation with half the edge length of the cells will take approximately
16 times longer to compute.
The recommended approach for determining an adequate mesh resolution
is to start simulations on a relatively coarse mesh and gradually refine the
mesh until the results converge to a solution [14]. The simulation results
should not be influenced by the cell size. This recommendation has been
followed for the open plume simulation setup, and the results are shown in
Figure 3.27. An overview of the investigated resolutions and the resulting
cell sizes is given in Section 3.2.2.
Figure 3.27a shows the heat flux, which is convectively emitted from the
sides and the top of the heat source. It is apparent that the grid resolu-
tion has an impact here. Compared to the heat flux at 10 mm resolution,
the simulation with 1.25 mm cell size transfers approximately 25 % less heat
convectively. This means that the radiative fraction increases with higher
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Figure 3.27: Grid sensitivity study for open plume simulations with
PHS = 96 W. Important simulation results are compared for grid resolu-
tions of 10 mm, 5 mm, 2.5 mm and 1.25 mm. For the latter two, the outer
meshes, which do not contain the plume, are set up with half the specified
resolution. The simulation with 1.25 mm resolution took too long to reach
tend, but achieved steady state. All data is smoothed with a moving average
over 10 s.
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Table 3.3: D∗ and D∗/δx for various grid resolutions and heat inputs.
PHS 29.9 W 55.6 W 78.0 W 96.0 W
D∗ 15 mm 19 mm 22 mm 24 mm
D∗/δx
10.00 mm res. 1.5 1.9 2.2 2.4
5.00 mm res. 3.0 3.8 4.4 4.8
2.50 mm res. 6.0 7.6 8.8 9.5
1.25 mm res. 19.0
resolution, because the net heat flux – being the sum of radiative and con-
vective heat flux – is explicitly defined. It should be noted here again that
the thermal plume, which is in the focus of this investigation, is only driven
by the convective heat flux emitted from the heat source and the insulating
base. When comparing properties such as flow velocities in the plume for
different grid resolutions it should therefore be taken into account that in
high-resolution simulations less energy is driving the plume.
For the gas temperatures in the enclosure the temperature at position T5
is shown as an example, see Figure 3.27b. The temperature increases with
increasing grid resolution until it converges at a resolution of 2.5 mm. A
further refinement to 1.25 mm does not change the temperature significantly.
Although not all of the figures at position T1 to T4 exhibit such a clear
convergence, a grid resolution of 2.5 mm is considered appropriate for this
setup.
Figures 3.27c and 3.27d show volume and heat flow 300 mm above the
top of the heat source. Again, a grid resolution of 2.5 mm seems to be fine
enough for resolution-independent results. Interestingly, this also applies for
the heat flow, although the convective heat transfer at the heat source itself
is not grid independent, as was shown in Figure 3.27a. There are apparently
other effects that counteract the decreasing convective heat transfer of the
heat source to some extend.
As was explained in Section 2.1.2 the dimensionless expression D∗/δx can
be used as a measure of how well a buoyant plume is resolved by the mesh.
D∗ is the characteristic fire diameter, which has been defined in Equation 2.1
and δx is the nominal size of a mesh cell. In Table 3.3 the values for all grid
resolutions and heat inputs are provided. For comparison, a table of reference
values from a multitude of simulations can be used, which is provided in the
FDS validation guide [15]. Although these reference values for D∗/δx cover
a wide range, it can be said, that for the present setup a resolution of 2.5 mm
seems to be a reasonable choice, while a resolution of 5.0 mm is rather coarse.
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(a) Gas temperatures (b) Inner wall temperatures
Figure 3.28: Prescribed initial temperatures for open plume simulations at
tsim = 0 s. The setup with PHS = 55.6 W is shown, values are given in
◦C.
It has to be noted, however, that the values D∗ and D∗/δx are usually applied
to plumes of real fires. For that reason they are based on the assumption, that
with decreasing heat input the (characteristic) diameter of the fire decreases,
too. In the setup described here, the dimensions of the heat source do not
change with changing heat input. Also, the flow conditions in the nearfield
and the radiative and convective fraction differ between a real fire and an
electrical heated block of copper. Therefore, the values provided in Table 3.3
should be considered approximate values for orientation only.
Required simulation time
Considering the computational effort of FDS simulations with a fine resolu-
tion, it becomes obvious that one does not want to run the simulations longer
than necessary. However, the experiments have been carried out in quasi-
steady state and similar conditions need to be guaranteed in the simulations.
The heat-up time of the experiments of approximately 1.5 hours cannot be
computed in the simulations. This is why measures are taken to reduce the
heat-up time of the simulations to a minimum.
The initial gas temperatures inside the enclosure are prescribed according
to the temperature stratification measured in the experiments. A slicefile of
the defined gas temperatures is shown in Figure 3.28a. The sharp transitions
between temperature layers dissipate after a few seconds, but the overall
layering remains, thus reducing the required time to steady state
Similar to the gas temperatures, the initial temperatures of the enclosure
walls and ceiling have also been prescribed. The enclosure temperatures
at tsim = 0 s are displayed in Figure 3.28b. In this case no experimental
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Figure 3.29: Chronological sequence of temperature profiles inside the enclo-
sure wall at z = 410 mm and PHS = 55.6 W. Starting at t = 0 s a temper-
ature profile is plotted every 10 s. A depth of 0 mm denotes the inner wall
surface.
measurements are available. However, the average enclosure temperature
can be approximated by the mean of the inner and outer gas temperature
at every location. A temperature gradient inside the PMMA slab is not
prescribed, but evolves automatically within the first few minutes, as can be
seen in Figure 3.29. At tsim = 0 s the entire profile of the wall has a uniform
temperature of 28.1 ◦C. After approximately 60 s the inner wall surface has
heated up due to the higher gas temperatures on the inside and the outer wall
surface has cooled down due to the lower ambient temperatures. Therefore
a realistic temperature profile is obtained at steady state.
Figures 3.27 and 3.29 already indicate that a heat-up time of three min-
utes may be sufficient for the simulations. However, in order to underpin this
observation the heat balances of incoming and outgoing heat fluxes into the
gas phase are also calculated. In Figure 3.30 the energy difference brought
into the gas phase by the heat source and heat loss at the inner enclosure
surface is shown. After approximately 180 s the net heat flux approaches zero
and – with regard to the heat fluxes – quasi-steady state can be assumed.
This is why the following simulations are evaluated after a heat-up time of
three minutes.
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Figure 3.30: Heat balances of incoming and outgoing heat fluxes, measured
at the heat source surface and the inner enclosure surface respectively.
3.2.2 Execution and output processing
As was shown in the previous sections, the ambient temperatures as well as
the heat input are sufficiently similar between repeated experiments of the
same power setting to allow for a common comparison with one simulation
only. Thus in total four simulations with heat inputs of 29.9 W, 55.6 W,
78.0 W and 96.0 W are required.
Here again it is advisable to exploit the benefits of FDSgeogen. Instead of
setting up one FDS input file for each of the four simulations, it is sufficient
to set up and maintain one FDSgeogen input file for all simulations. This
helps to avoid unnecessary work and sources of error, especially when several
iterations are necessary before a final simulation setup is reached. Input
values that vary between the simulations, such as electrical power or ambient
temperatures, can be read in automatically from an external file.
The simulations have been run on JSC’s general purpose supercomputer
JURECA, which features a peak floating point performance of roughly 1.8 pe-
taflops. However, due to the poor scalability of FDS for this setup and
problem size, the simulations are run on individuals of the 1,800 compute
nodes only. Each of these nodes consists of two Intel Haswell E5-2680 v3 12
core CPUs [110]. The compute times given in Table 3.4 originate from the
simulations of Figure 3.27.
In order to extract the flow velocities from the simulations for further
processing fds2ascii.f90 is used. This Fortran 90 program is provided with
FDS [14, page 275] and allows for the extraction of simulation data stored
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Table 3.4: Compute times for the simulations with PHS = 96 W and
tend = 300 s.
Resolution Resolution Number Number Compute
plume region surrounding of cells of cores time
10.00 mm 10.00 mm 0.37× 106 24 2.4 hours
5.00 mm 5.00 mm 2.95× 106 24 1.4 days
2.50 mm 5.00 mm 3.81× 106 24 6.5 days
1.25 mm 2.50 mm 30.47× 106 24 134.0 days
as slice files, and for the export of them as generic file types, for example
as comma separated values. Thus, the simulation results can be processed
similarly to the experimental data.
3.2.3 General observations
As was described in Section 3.1.4, in some of the experiments at higher power
settings areas with a low particle concentration are visible. These areas ex-
tend from the top surface of the heat source upwards into the plume. It was
assumed that particles in these regions are evaporated by high gas temper-
atures. However, close to the heat source there have been no temperature
measurements available to verify this assumption. The simulation results
can now be used for a closer examination. Even if they are not be in total
agreement with the experiments, they can serve as a useful point of reference.
In Figure 3.31 both the flow velocities and gas temperatures at a close range
to the heat source are shown.
Figure 3.31a clearly shows an area on top of the heat source with reduced
flow velocities. Here, in the slipstream of the heat source, the surrounding
air has contact with the heat source for an extended period of time and
thus heats up more. The effect can be seen in Figure 3.31b. While the gas
temperatures at the side of the heat source do not exceed 120 ◦C, they are
at around 210 ◦C at the top of the heat source. This is close to the boiling
temperature of DEHS, which is around 232 ◦C to 249 ◦C at 1 bar [76], and
thus can explain the reduced particle concentration. For experiments with
higher heat source temperatures it would be advisable to use particles with
a higher temperature resistance.
As mentioned above, there are no experimental temperature measure-
ments available inside or close to the plume. It would be worthwhile there-
fore to evaluate the temperature distribution in these areas on the basis of
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(a) Flow velocities (b) Gas temperatures
Figure 3.31: Time-averaged flow velocities and gas temperatures close to the
heat source for the simulation with 1.25 mm resolution and PHS = 96.0 W.
the FDS simulations. Figure 3.32 shows the gas temperatures for simulations
with different grid resolutions at PHS = 96 W. Generally, the temperatures
drop with increasing distance from the heat source. Close to the ceiling, the
temperatures do not exceed 65 ◦C. With increasing grid resolution the hot
region directly above of the heat source extends further into the plume. For
example, the 95 ◦C isotherm extends to a height of 30 mm at the coarsest
resolution versus a height of 150 mm at the finest resolution. Outside the
plume the height of the colder lower layer increases with a finer grid resolu-
tion, with the exception of the two finest resolutions, which are very similar
in this regard.
During the experiments the total energy brought into the system was
measured. The individual fractions transferred via convection, radiation or
conduction, however, could not be measured directly. That is why the con-
vective heat transfer in the experiments was estimated in Section 3.1.4. In
the simulations the proportionate heat fluxes can be recorded directly, the
results are shown in Figure 3.33.
It becomes apparent that radiation is the dominant mode of heat transfer,
even for the lowest energy input. For a total energy input of 29.9 W the total
convective fraction – both transferred from the heat source and the calcium
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(a) 10.0 mm (b) 5.0 mm (c) 2.5 mm (d) 1.25 mm
Figure 3.32: Time-averaged temperature fields for open plume simulations
with PHS = 96 W.
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Figure 3.33: Convective, radiative and conductive fractions of the total heat
input, PHS, for simulations with 2.5 mm grid resolution at steady state.
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silicate base – is only about 29 % or 8.7 W. As one would expect due to the
Stefan-Boltzmann law, the radiative fraction increases with higher surface
temperatures, see Equation 3.3. Of a total energy input of 96 W, only about
23 % or 22.0 W is convectively transferred to the surrounding air.
This effect is not advantageous for a two reasons. First, most of the
energy brought into the system is not used to drive the thermal plume.
Instead it is radiated from the heat source surface to the inner enclosure
walls. As was shown in Section 3.1.4 PMMA does not transmit thermal
radiation at the respective wavelength. Thus, the inner enclosure walls warm
up, which subsequently leads to an overall increase of the gas temperature
inside the enclosure. Second, uncertainties in the measurement of the heat
source’s emissivity during the experiments will have a direct impact on the
radiative fraction resulting from the simulations, because the radiative heat
flux is directly proportional to the emissivity. This results from the Stefan-
Boltzmann law, which is shown in Equation 3.3.
For the reasons described above, it might be useful to modify the heat
source for future experiments. In order to reduce the radiative heat transfer
as far as possible a low emissivity would be advantageous. A coating of pol-
ished silver, for example, could result in an emissivity as low as 0.02 or even
less [111]. In this case the radiative heat flux would be reduced by a factor
of more than 40 compared to the current emissivity of 0.82. Additionally,
this would have a positive effect on the accuracy of the temperature mea-
surements, because they can also be affected by the radiation from the heat
source.
3.3 Comparison of experiments and simula-
tions
In this part the two previous sections are linked and experimental and simu-
lation results are compared with each other. Although a number of possible
improvements for further experiments have been identified, e.g. to either pre-
vent or measure the conductive heat loss to the floor, to reduce the radiative
fraction of the total heat input and to further investigate the bending of
the plume to one side, the experiments presented provide a sound basis for
validation.
3.3.1 Boundary conditions
As already discussed in Section 3.2.3, radiation is the dominant mode of heat
transfer even for the lowest power setting. As a result, the emissivity of the
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Figure 3.34: Comparison of surface temperatures on top of the heat source.
heat source is an important input parameter for the simulations, because
it determines the radiative and convective fraction. In the simulations the
specific net heat flux is prescribed as a boundary condition for the heat
source, see Section 3.2.1. In order to realize the prescribed net heat flux,
the surface temperature is increased in FDS until the sum of radiative and
convective heat flux equals the prescribed net heat flux. It therefore follows
that an emissivity that is too low leads to a radiative fraction that is too
low. FDS will subsequently increase the surface temperature further in order
to increase the net heat flux. The accordance of the heat source surface
temperatures can therefore also be used as an indicator for the agreement of
the emissivities in both experiment and simulation.
In Figure 3.34 the surface temperatures on top of the heat source are
compared for different power settings in experiment and simulation. The
surface temperatures in the experiments are derived from the measured values
THS corrected by the fitted function shown in Figure 3.13. In the simulations
the surface temperature can be recorded directly. With refined grid resolution
the simulations result in higher surface temperatures. In simulations with
2.5 mm instead of 10 mm the surface temperature is on average 8 K warmer.
For lower power settings the simulations overestimate the surface tem-
perature, while for higher power settings they agree well or slightly under-
estimate the surface temperature. In numbers, the simulation with 10 mm
resolution deviates by 6 K at 30 W, and by −11 K at 96 W. The simulation
with 2.5 mm cell size deviates by 12 K and by −2 K at the same power set-
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Figure 3.35: Comparison of temperature stratification inside the enclosure
for different power settings, measured by the devices T1 to T5. The simulation
with 2.5 mm resolution is shown, time-averaged from 180 s to 190 s.
tings. From these values it becomes evident that there is no general over-
or under-estimation of the surface temperatures, which suggests that the
measured emissivity is reasonable.
In Figure 3.16 the temperature stratification inside the enclosure is eval-
uated for the experiments. It is now possible to extend this evaluation to
include the simulation results. From Figure 3.35 it becomes evident that
simulation and experiment mainly correlate well. For the two lowest power
settings the simulation results lie among the experimental results. For the
two highest power settings the gas temperatures correlate well for the up-
per part of the enclosure but have been overestimated by the simulations
within the lower layer. Consequently the interface between the two layers is
less distinct. The temperature drop from 400 mm to 300 mm height is only
a little more than 2 K in the simulations, compared to almost 4 K in the
experiments.
In order to examine the influence of the grid resolution the temperature
profiles for PHS = 96 W are shown enlarged in Figure 3.36. Additionally,
temperature profiles from simulations with 10 mm, 5 mm and 1.25 mm have
been plotted. As can be seen from the figure, with increasing resolution the
simulation results become more similar to the experimental measurements.
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Figure 3.36: Temperature stratification in simulations with different grid
resolutions at PHS = 96 W, time-averaged from 180 s to 190 s.
The simulations with 1.25 mm and 2.5 mm both exhibit realistic temperature
gradients over the height. However, both overestimate the temperatures
for z < 300 mm. Nevertheless the overall agreement is regarded as good,
especially when considering the existence of measurement uncertainties in
the experiments.
3.3.2 Flow pattern
Now that the similarities of experiment and simulation regarding the bound-
ary conditions have been evaluated, the flow velocities inside the plume –
the central element of validation – can be compared. Figure 3.37 shows flow
fields at PHS = 96 W. Figure 3.37a is based on data from the experimental
run 11.1, the other sub-figures are of simulations with different grid resolu-
tions. The blue lines indicate the positions where the velocity profiles are
derived. It becomes evident from the figure that not all the simulations can
reproduce the flow pattern visible in the experiments. In the simulations
with cell sizes of 10 mm or 5 mm there is no transition to a turbulent plume
that is accompanied by a widening in the upper half. Neither is there a
narrowing of the flow directly above the heat source, which is visible in the
experiments and in the highly resolved simulations. Apparently the simu-
lations with 2.5 mm or 1.25 mm resolution show good correlation with the
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(a) Run 11.1
Experiment
(b) 10.0 mm
Simulation
(c) 5.0 mm
Simulation
(d) 2.5 mm
Simulation
(e) 1.25 mm
Simulation
Figure 3.37: Time-averaged velocity fields at PHS = 96 W in experiment and
simulation. Run 11.1 is taken as exemplary data for the experiments.
experiments at at PHS = 96 W.
In order to give an overview of all the heat inputs investigated the velocity
profiles of all experiments and simulations are presented in Figure 3.38. The
approach is identical to that described in Section 3.1.4 and considers only the
vertical velocity component, vz. Due to the long computing time the finest
resolution of 1.25 mm was only applied for the highest power setting.
In general there seem to be notable deviations between experiments and
simulations. However, this impression is partly caused by the bending of the
plume which leads to a shifting of the flow profiles. In the simulations the
plume rises vertically above the heat source, whereas in the experiments the
flow profiles are shifted to the left. Possible reasons for this bending of the
plume have already been discussed in Section 3.1.4.
Interestingly, the phenomenon of a double or hollow plume, which could
be observed in some of the experimental runs at low heat inputs, also occurred
in the simulations. At a power setting of 30 W the simulation with 5 mm grid
resolution exhibits two velocity peaks each at 250 mm and 400 mm height.
So far there is no explanation why this occurs only at this power setting and
this specific resolution. However, the fact that it can be reproduced by FDS
allows this phenomenon to be studied by simulations in the future.
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Figure 3.38: Comparison of vz velocity profiles between experiments and
simulations. The subfigures show the different heat outputs, for each of
which three different heights are investigated.
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In order to further compare and quantify the similarity of experiments
and simulations, characteristic values are derived, i.e. the maximum veloc-
ities, plume widths and flow integrals. In Figure 3.39a, Figure 3.39b and
Figure 3.39c those values are displayed for different heights. The blue shaded
area represents the range of experimental values with the highest and lowest
value removed at every power setting, which means that two thirds of the
experimental measurements are included in this area.
With regard to the maximum velocities shown in Figure 3.39a the 2.5 mm
simulations show the best agreement with the experiments, despite their
tendency to underestimate the maximum velocities slightly. Not only is the
relative deviation the smallest – no more than approximately 15 % – the
inversely proportional relation of flow velocity and heat input at the top
position can also only be reproduced by simulations with a sufficiently fine
resolution.
A similar picture emerges when comparing the plume widths in Fig-
ure 3.39b. They have been calculated based on a velocity threshold of 0.2 m/s
for both the experiments and the simulations. Again, the 2.5 mm simulations
show the best overall correlation with the experimental measurements. For
most heights and heat inputs they lie close to or within the experimental
measurements. Only for the highly turbulent parts of the plume (in 400 mm
height at high heat inputs) the 2.5 mm simulations also underestimate the
plume width. Nevertheless only the finest resolved simulation correctly pre-
dicts the widening of the plume at increasing heat inputs, while the other
simulations predict constant or declining plume widths at 400 mm height.
The 5 mm simulations exhibit an outlier at 30 W, which is caused by the
double plume described above. Although the same phenomenon has also
been observed in the experiments, it apparently results in a much wider
plume in the simulations.
The calculation of the flow integrals is used as a substitute value for the
induced volume flow, which could not be measured with 2D PIV in the ex-
periments. Figure 3.39c shows the comparison of simulated and experimental
flow integrals. Here the simulations with the coarsest resolution of 10 mm
show the best overall agreement, despite the huge deviations that have been
visible in maximum velocity and plume widths. At this resolution the under-
estimation of the flow velocities and the overestimation of the plume widths
seem to level out for the calculation of the flow integrals. The 2.5 mm sim-
ulation shows deviations of up to 20 % at the lowest height of 100 mm but
agrees reasonably well at the middle and top position. The 5 mm simulation
again exhibits an outlier at 30 W heat input caused by the double plume.
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Figure 3.39: Comparison of characteristic flow values in experiments and
simulations.
84
3.3. COMPARISON OF EXPERIMENTS AND SIMULATIONS
0.0 0.2 0.4 0.6 0.8 1.0
vz  [m/s]
0
100
200
300
400
500
z 
[m
m
] 29.9W
55.6W
78.0W
96.0W
(a) vz(z)
0.0 0.2 0.4 0.6 0.8 1.0
vz
104
105
106
107
108
109
1010
G
r
29.9W
55.6W
78.0W
96.0W
Noto et al.
(b) vz(Gr)
Figure 3.40: Vertical velocity and normalized vertical velocity in the center-
line of the plume. The simulation curves (framed in blue) are obtained with
2.5 mm resolution.
3.3.3 Plume centerlines
In Figure 3.40 the vertical velocity vz(z) and the normalized vertical velocity
vz(Gr) are shown. A sophisticated method for fitting the centerline, as it was
applied for the experiments, is not required for the simulations. The plumes
rise vertically and thus the centerline lies on the z axis.
The development of vz as a function of z is very similar in both simulation
and experiment. Both the gradient in low heights and the velocities close to
the ceiling are similar. The maximum velocities are also attained at approx-
imately the same heights. The maximum velocities themselves, however, are
underestimated by the simulations, as already shown in Figure 3.39a. Due
to the normalization the differences in the maximum velocities no longer ex-
ist in Figure 3.40b. The normalized simulations lie among the experimental
results with regard to the transition from laminar to turbulent flow.
A reliable measurement for determining the transition from a laminar to
a turbulent flow is the standard deviation of vx along the centerline. While
the velocity components perpendicular to the flow direction of a laminar flow
are small, the passing eddies of a turbulent flow create many fluctuations in
all directions. Figure 3.41 shows the standard deviation σ(vx) as a function
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Figure 3.41: Standard deviation and normalized standard deviation of vx in
the centerline of the plumes. The simulation curves (framed in blue) are
obtained with 2.5 mm resolution.
of z and the normalized standard deviation σ(vx) as a function of the Grashof
number.
When comparing σ(vx) as a function of z, the simulations generally ex-
hibit higher values than the experiments, and there are stronger horizontal
fluctuations along the centerlines. In addition, a sharp bend, as it can be
found for experiments at PHS = 55.6 W is not visible in the simulations.
Nevertheless the general agreement is considered good, especially when nor-
malizing the data and evaluating it as a function of the Grashof number, as
in Figure 3.41b.
As a general conclusion from this chapter, it can be summarized by stat-
ing that it is important to incorporate all values into a grid sensitivity and
validation study that are intended to be evaluated later. As can be seen in
Figure 3.39c, the 10 mm simulations show a very good agreement with the
flow integrals measured in the experiments. However, for other characteristic
values, as shown in Figure 3.39b and Figure 3.39a, the 10 mm simulations
performed worst, because the general flow characteristics are not reproduced,
as shown in Figure 3.37. The underlying reason is that the coarse mesh res-
olutions do not reproduce the transition from laminar to turbulent flow.
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Therefore, whenever the turbulent nature of a flow is important, it must be
guaranteed that this turbulent nature is reproduced in the respective simu-
lations. Turbulence not only has an effect on the plume width but also on
the entrainment of air, the mixing of fire products, and the dissipation of
kinetic energy from larger scales into internal energy by viscous shear stress.
Therefore, it has an immediate effect on important phenomena in fire safety
engineering, for example when designing natural smoke ventilation systems
or modeling the activation of smoke detectors.
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Chapter 4
A spill plume emerging from a
compartment opening
The setup described in this chapter is of more practical relevance for fire
safety engineering than the previous setup. Many, if not most, of the fires
that are dealt with in fire safety engineering are compartment fires. These
fires are ventilated by compartment openings and the fire itself or its products
spread through openings within these compartments. To mimic this setup in
the experiments, the heat source is now placed inside a compartment with a
single door-shaped opening.
This simple setup already includes many interesting and relevant phenom-
ena. A buoyant plume rises from a heat source, impinges on the ceiling and
spreads horizontally as a ceiling jet. After a short period of time, a hot upper
and a colder lower layer develop. In the case of a real, sufficiently intense
fire, the first would usually be smoke-filled while the latter would contain
only a little smoke. This low-smoke lower layer is important to maintain,
because it allows occupants to escape and fire fighters to take extinguishing
measures. Due to the formation of the hot gas layer inside the compartment,
an overpressure develops in the upper part of the compartment. The hot air
flows out through the upper part of the door. This again causes a negative
pressure at the lower part of the compartment, which sucks in ambient air
from outside the compartment. Because there is only a single opening, both
the outflow and inflow run through the same opening. This counterflow in-
duces a shear flow at the neutral level. Mass is neither added nor extracted
to or from the compartment elsewhere, so the mass balance of incoming and
outgoing flow through the door has to be maintained at a steady state. This
means that the incoming and outgoing mass flows are equal. Because the
outflowing air is warmer and thus less dense than the inflowing air, the out-
going volume flow will be greater than the incoming volume flow. It therefore
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follows that the outflow runs at higher velocity and/or covers a larger area
of the opening than the inflow.
The entire setup is based on the previously described open plume exper-
iments: for example the same enclosure is used to confine the particles, the
same equipment is applied, and temperatures are measured at the same po-
sitions. Therefore, in this chapter, only differences or additions to the former
setup are described, both for the experiments and simulations.
4.1 Experiments
Due to its generic relevance for fire safety engineering, similar setups have
already been investigated several times with different aspects. A widely
recognized investigation on the subject was conducted in 1982 by Steckler
et al. [46], who performed 55 full-scale steady state experiments to study
the flow induced by a fire in a compartment. The geometrical setup in
the present study is inspired by Steckler’s experiments. For example, the
dimensions of the room and the opening as well as the position of temperature
measurements within the room are similar. The present study, however, is
carried out in bench-scale, uses an electrical heat source instead of a real fire,
and applies PIV instead of bidirectional velocity probes for measuring the
flow through the opening.
4.1.1 Experimental setup and procedure
The heat source is now positioned in the middle of a compartment with a
single door-shaped opening, as can be seen in Figure 4.1 and Figure 4.2.
The compartment’s inner dimensions are 300 mm × 300 mm × 240 mm
(l × w × h). The walls and ceiling are made out of 10 mm thick polymethyl
methacrylate (PMMA). The front wall, which includes the opening, is not
glued but rather screwed to the compartment and thus removable. This al-
lows different opening geometries and wall strengths to be investigated. In
the present study, two doors of 80 mm and 40 mm width are investigated,
both with a height of 200 mm. This results in a door lintel height of 40 mm
(inner dimension).
Additional temperature measurements are taken in one corner of the com-
partment, at positions T7 to T11. They are placed at a distance of 30 mm
to both adjacent walls and are 40 mm apart from each other. The distance
from T7 to the floor and T11 to the ceiling is also 40 mm. PIV measurements
are taken outside the compartment in front of the door, as can be seen in
Figure 4.3. Therefore, the laser light sheet is placed parallel to the predomi-
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Figure 4.1: Experimental setup: The heat source is placed inside a compart-
ment with one opening. Pt100 devices measure the temperature at positions
T1 to T11. The inflow and outflow through the opening is measured via PIV.
Dimensions are given in mm, the coordinate origin is defined at the floor
surface in the middle of the door, in alignment with the outer front wall of
the compartment.
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(a) The compartment is placed on the left side inside the enclosure.
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(b) Close-up of the compartment.
Figure 4.2: Experimental setup of the spill plume experiments. Shown are
heat source (1), insulating base (2), compartment (3), Pt100 temperature
devices (4), CCD Cameras (5), and black tape for reducing reflections (6).
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Figure 4.3: Laser light sheet in front of the compartment opening during the
experiments. Note, this photograph has been taken with a standard SLR
camera, not with the PIV cameras.
nant flow direction through the door, i.e. orthogonal to the front wall. This
is important to reduce the loss-of-pairs due to out-of-plane movement of the
particles.
In contrast to the previous open plume experiments, the cameras are no
longer moved. Instead, they are set to a fixed position so that the viewing
area of the lower camera begins just above the floor. Positioning a few
millimeters above the floor is necessary to avoid laser light being reflected
into the camera. Since the combined viewing area of both cameras is 246 mm
high, the entire door height and the door lintel can be covered without having
to move the cameras.
However, it is desirable to obtain PIV recordings not only in the center of
the opening but also closer to the sides of the door. The flow in the center is
expected to be faster than close to the sides, where it is slowed down by the
friction with the door frame. So, in order to record the velocities at different
positions in front of the opening, the entire enclosure is moved backwards
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Table 4.1: Abridged overview over spill plume experiments with different
heat inputs, PHS, and the associated standard deviation. N is the number
of experimental runs, tm is the duration of each measurement and f is the
camera frame rate.
Door width PHS THS N tm f
mm W ◦C s Hz
80 29.7± 0.0 150.0± 0.0 2 10 10
80 55.4± 0.1 218.0± 0.0 4 10 10
80 77.6± 0.3 270.0± 1.4 2 10 10
80 96.7± 1.0 306.3± 0.5 2 10 10
2 180 1
40 29.5± 0.0 150.7± 0.6 2 10 10
1 180 1
40 55.2± 0.1 218.7± 0.6 2 10 10
1 180 1
40 77.4± 0.1 269.7± 0.6 2 10 10
1 180 1
40 95.8± 0.4 306.0± 0.0 2 10 10
1 180 1
in discrete steps of 10 mm (at 80 mm door width) or 5 mm (at 40 mm door
width). Moving the enclosure with the experimental setup inside is preferable
to moving the cameras and the light sheet, so that the focus and calibration
of the cameras are guaranteed to remain the same.
By doing so, four PIV measurements per experimental run are recorded,
one at the center of the opening and three closer to the sides of the opening.
The flow through the door is expected to be symmetrical, so only one half
of the opening is scanned. Table 4.1 gives an abridged overview of all exper-
imental runs conducted, a complete overview is provided in the appendix.
4.1.2 Image processing
The entire processing of the particle images into velocity vector fields is
very similar to that of the open plume experiments. Again, the images are
calibrated by placing a target at the position of the light sheet. Here, the
coordinate origin is selected at the floor surface in the middle of the door, in
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(a) Original (b) Background (c) Difference
Figure 4.4: Background subtraction from raw particle images. Illustrated
by an image taken from the spill plume experiment 1.1. The background
calculates as the minimum intensity image of all images at that position.
alignment with the outer front wall of the compartment. So, for example, the
opening of the door of 80 mm width extends from x = −10 mm to x = 0 mm,
from y = −40 mm to y = 40 mm, and from z = 0 mm to z = 200 mm.
The subtraction of the background images is even more important here,
because parts of the compartment geometry are visible in the background.
By subtracting the minimum of all images at the same position, the quality
of the particle images can be substantially improved, i.e. individual particles
are easier to distinguish. An example of this can be seen in Figure 4.4.
Subsequently, an iterative multigrid approach is used for the vector cal-
culation, with the interrogation window size being reduced from 128 pix-
els × 128 pixels to 64 pixels × 64 pixels. With an overlap of 50 %, this
results in a final resolution of approximately 2.75 mm.
4.1.3 Experimental results
As a first step, the reproducibility of the experiments with regard to the
ambient conditions is investigated. In Figure 4.5, the scattering of the heat
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Figure 4.5: Scattering of heat source temperatures during the spill plume ex-
periments. The figure displays the deviation of each heat source temperature
from the mean heat source temperature at every power setting.
source temperatures is illustrated. For the experiments with both 80 mm and
40 mm door width, the heat source temperature does not deviate more than
1 K from the mean heat source temperature at each heat input.
In Figure 4.6, the temperature of the ambient air just outside the en-
closure is shown. Similar to the open plume experiments, the temperatures
here tend to be higher with increased heat input. This is not caused by
the increased heat input itself but by the time schedule of the experiments.
Runs with higher heat inputs have been carried out in the afternoon of the
experimental days. By that time of day the testing facilities had heated up
already. This effect is not adverse for the later simulations, because the am-
bient temperatures can be taken into account as boundary conditions. It is
more important to keep the temperatures for all runs at a power setting as
similar as possible to make them comparable with each other. This objective
has been achieved; the largest deviation for experiments with identical heat
input and door width is approximately 1 K.
The temperature profiles inside the enclosure at positions T1 to T5 are
shown in Figure 4.7. As expected, the temperatures rise with increasing
heat input. This is especially true for the experiments with a door width
of 80 mm, which result in higher temperatures than the experiments with
a door width of 40 mm. A narrower opening reduces the outflow of hot air
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Figure 4.6: Ambient temperatures measured in a few centimeters distance to
the enclosure at position T6. The measurement error is less than 0.4 K.
from the compartment. A clear interface between hot upper and colder lower
layer is not visible at both door widths, but instead the temperature rises
continuously over the height. It thereby covers a temperature difference of
2 K to 6 K. The temperatures at PHS = 78 W and dw = 80 mm seem to be
lower than one would expect from a comparison with the temperatures at
PHS = 78 W and dw = 40 mm. This is because, for these two runs, too little
time has been given for heating up and reaching a stationary state.
For both door widths the temperature profiles of the same power setting
lie very close together. This is because – with exception of the four runs at
PHS = 55 W and dw = 80 mm that have been carried out on two different
days – all other runs have been conducted within a short period of time.
The air temperatures within the compartment, as shown in Figure 4.8,
are considerably higher than the temperatures within the enclosure. While
the highest temperature at position T5 is about 43
◦C, it is approximately
65 ◦C at position T11. This is understandable, because the latter is measured
close to the heat source. When comparing the temperature profiles inside
the compartment for both door widths, higher temperatures are found with
the narrower door. This is, again, because the outflow of hot air from the
compartment is reduced by the smaller opening. For all experiments, there
is a rapid increase in temperature between 80 mm and 120 mm, whereas the
temperatures at heights greater than 120 mm show only a moderate increase.
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(a) Door width: 80 mm
30 35 40 45
T [°C]
0
100
200
300
400
500
600
z 
[m
m
]
T1
T2
T3
T4
T5
30W
55W
77W
96W
(b) Door width: 40 mm
Figure 4.7: Temperature stratification inside the enclosure measured by
the devices T1 to T5. The enclosure’s interior extends from z = 0 mm to
z = 650 mm. The measurement error is less than 0.5 K.
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(b) Door width: 40 mm
Figure 4.8: Temperature stratification inside the compartment measured by
the devices T7 to T11. The compartment’s interior extends from z = 0 mm to
z = 240 mm. The measurement error is less than 0.6 K.
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Flow pattern and centerlines
Typical instantaneous velocity fields at all investigated heat inputs and door
widths are shown in Figure 4.9 and in Figure 4.10. The respective time-
averaged velocity fields are shown in Figure 4.11 and in Figure 4.12. The
compartment geometry and the opening are illustrated in sectional view by
the areas shaded in gray. The recordings are taken at the center of the door
(at y = 0 mm) and are time-averaged over 10 s and 100 images. Due to light
reflections, measurements close to the floor (for z < 5 mm) and in front of
the door lintel (for 0 mm < x < 12 mm and 200 mm < z < 250 mm) have not
been possible.
As expected, the air is flowing into the compartment (in negative x-
direction) at the lower part of the door and out of the compartment (in
positive x-direction) at the upper part of the door. The maximum velocities
of the outflow are lower compared to those in the open plume experiments,
because in this setup the flow is not flowing freely above the heat source, but
instead is slowed down and deflected by the compartment ceiling and lintel.
The maximum inflow velocities are much lower than the maximum outflow
velocities. There are several reasons for this occurrence:
1. The inflow covers a larger area of the door and thus the same volume
flow is achieved at a lower velocity.
2. The outgoing volume flow exceeds the incoming volume flow, because
the outflowing air is warmer and thus less dense. Only the mass balance
of incoming and outgoing flow is leveled, but the volume flows are not.
3. With increasing distance to the opening, the outflow is also accelerated
by buoyancy, so the vertical velocity component vz increases.
4. The outflow, which is pushed out of the compartment by the overpres-
sure inside, has momentum towards a positive x-direction and therefore
a jet develops. The inflow, however, is sucked in by the negative pres-
sure gradient in the lower part of the compartment. Such an aspiration
accelerates air in the entire region around the opening, also in the y-
direction. In other words, while the outflow is mainly parallel to the
measurement area, the inflow exhibits a stronger three-dimensional be-
havior. For that reason, with increasing distance to the opening, the
inflow decreases at a greater rate than the outflow.
With increasing heat input, the outflow velocity increases. This is caused
by the higher air temperatures, which increase the volume flow out of the
compartment. In all experiments, the plume is clearly detached from the
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Figure 4.9: Typical instantaneous velocity fields in the center of the door
with dw = 80 mm. From left to right heat inputs of 29.7 W, 55.5 W, 77.8 W
and 96.6 W are shown.
Figure 4.10: Typical instantaneous velocity fields in the center of the door
with dw = 40 mm. From left to right heat inputs of 29.5 W, 55.3 W, 77.5 W
and 96.0 W are shown.
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Figure 4.11: Velocity fields in the center of the door with dw = 80 mm, time-
averaged over 10 s. From left to right heat inputs of 29.7 W, 55.5 W, 77.8 W
and 96.6 W are shown. The blue dots indicate the centerline in the outflow.
Figure 4.12: Velocity fields in the center of the door with dw = 40 mm, time-
averaged over 10 s. From left to right heat inputs of 29.5 W, 55.3 W, 77.5 W
and 96.0 W are shown.
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Figure 4.13: Relative measurement uncertainties belonging to Figure 4.11
with dw = 80 mm. From left to right heat inputs of 29.7 W, 55.5 W, 77.8 W
and 96.6 W are shown.
Figure 4.14: Relative measurement uncertainties belonging to Figure 4.12
with dw = 40 mm. From left to right heat inputs of 29.5 W, 55.3 W, 77.5 W
and 96.0 W are shown.
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door lintel above the opening. This is in accordance with previous studies
on plumes emerging from compartment openings [112–115]. These studies
found that the aspect ratio (height to width) of the opening is crucial for the
plume behavior. The wider the opening, the more likely it is that the plume
attaches to the facade above. For narrower openings, such as the doors used
in this study, the plume is usually detached from the lintel above.
For a closer investigation of the plume behavior, the centerlines are deter-
mined. Here, the maximum (absolute) velocity in the outflow is defined as the
centerline. It is marked by blue dots in Figure 4.11 and in Figure 4.12. For
the investigated setups, the position of the centerline appears to be indepen-
dent of the heat input and the door width. This is more closely investigated
for all experiments later in this section.
When comparing experiments at both door widths with each other, the
narrower door of dw = 40 mm exhibits higher flow velocities at identical heat
inputs. This is because the flow undergoes a stronger acceleration in the
narrow opening. Another difference is the vertical extension of the outflow
at some distance to the opening. Although the narrower door has the same
height as the wider door, it leads to a more focused outflow, even in a vertical
direction.
For both door widths the highest inflow velocity can be observed at ap-
proximately x = 10 mm. This behavior cannot be physically explained, be-
cause a constant volume flow must have its highest velocity at its narrowest
point. In the present setup this would be the door, and thus the highest ve-
locity of the inflow should be observed at x = 0 mm. This does not apply to
the outflow, which undergoes a vertical acceleration in front of the opening
due to its buoyancy. The reason why the inflow seems to decelerate inside the
door can be seen in Figure 4.4. The doorjamb, which is in the background
of the affected region, is illuminated by the laser light and outshines the
particles. Although the background subtraction improves the image quality
substantially, it is apparently not able to compensate it entirely.
This assumption is supported by the measurement uncertainties deter-
mined with DaVis [107,108], as shown in Figure 4.13 and in Figure 4.14. For
some of the measurements the uncertainty is significantly increased close to
the opening (x < 10 mm). In addition to this area, an increased uncertainty
can also be found at the borders of the plume and in the boundary layer
between inflow and outflow. In this shear flow region, where the relatively
fast-moving outflow interacts with the stationary ambient air and the inflow
respectively, uncertainties of more than 20 % can be observed. However, one
should keep in mind that the relative uncertainty is calculated by dividing
the absolute measurement uncertainty by the absolute flow velocity. There-
fore, in regions with low flow velocities – outside or at the borders of the
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Figure 4.15: Centerlines for 80 mm and 40 mm door width.
plume – the relative measurement uncertainty is high, although the absolute
error is small. In the center of the outflow, where the centerlines are derived,
the uncertainty is approximately 2 % to 4 %. In addition to the measurement
error discussed above, another error is introduced by neglecting vy, the ve-
locity component normal to the measurement plane. One study that applied
stereo PIV to investigate the effect of this simplification concluded that the
introduced error is less than 5 % [49].
In Figure 4.15 the centerlines of all conducted experiments are dis-
played. The centerlines are defined as the maximum (absolute) velocity in
the spill plume emerging from the compartment opening. For a door width
of dw = 80 mm, the centerlines are independent of the heat input, at least
for the range of heat inputs investigated in this study. The centerlines at
dw = 40 mm seem to be influenced by the heat input: Centerlines at higher
heat inputs exhibit a slightly more horizontal path than the others. This
might be caused by an increased horizontal momentum with an increased
exit velocity of the outflow. The differences are small, however, and a larger
sample size would be required to quantify this effect.
Significant differences can, however, be seen when comparing the flow
velocities along the centerlines, as shown in Figure 4.16. Comparing differ-
ent heat inputs, the average velocities of the centerlines differ by 0.3 m/s to
0.6 m/s. When comparing both door widths, the centerline velocities dif-
fer by approximately 0.1 m/s to 0.5 m/s at identical heat inputs. The flow
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Figure 4.16: Flow velocities along the centerlines as a function of x.
velocity increases along every centerline, which is caused by the vertical accel-
eration due to buoyancy. A more detailed analysis of the individual velocity
components of the centerlines is presented later on in Figure 4.27.
Volume flows in front of the opening
The velocity measurements recorded at different y positions in front of the
opening are now used to estimate the volume flows that are moving into and
out of the compartment. As described above, the measurements close to the
opening are not considered to be reliable, so the volume flows at a distance
of 10 mm to the opening are calculated. In Figure 4.17, the velocity fields for
both door widths are shown.
The areas shaded in gray indicate the compartment geometry and the
floor, with a white patch representing the opening. The vertical arrays of
dots at y positions -30, -20, -10 and 0 for dw = 80 mm and at -15, -10, -5 and
0 for dw = 40 mm represent the positions of the measurement planes, which
are perpendicular to the y-axis. The flow is expected to be symmetrical so,
for practical reasons, measurements have only been recorded in one half of the
door. Right at the doorjambs (y = −40 mm and y = −20 mm, respectively)
and at the floor (z = 0 mm), where measurements have not been possible
due to light reflections, the velocity is set to 0. Values in between the data
points are linearly interpolated, in order to allow for an estimation of the
entire volume flow.
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(b) Door width: 40 mm
Figure 4.17: Volume flows in experimental runs 5.1 and 13.1 at PHS = 97 W
and PHS = 96 W respectively, measured at position x = 10 mm. The vertical
arrays of dots represent the positions of the measurement planes. Volume
flows are given for half of the cross section.
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As can be seen in Figure 4.17, the inflow covers a larger area of the door
than the outflow. On the other hand, it flows at lower speeds. While the
maximum velocities in the outflow are approximately 0.42 m/s, they do not
exceed 0.18 m/s in the inflow. For the narrower door, the outflow is only
about 60 % and the inflow only about 55 % of the volume flows of the 80 mm
door.
In Figure 4.18 and in Figure 4.19, the velocity fields parallel to the opening
for all investigated heat inputs are shown. Due to space considerations, only
the half of each door that contains the measurements is plotted.
A quantitative comparison of all volume flows at x = 10 mm is presented
in Figure 4.20. These volume flows should not be mistaken for the true
volume flows in the opening at x = 0 mm. The no-slip assumption at the
doorjambs is only valid inside the opening. In front of the opening, the flow
fans out because the horizontal velocity component vy is non-zero. There-
fore, the true volume flows inside the opening are likely to be higher. This
underestimation will be greater for the inflow than for the outflow, because
the inflow has a stronger three-dimensional character than the outflow has,
as explained previously. A correction factor that allows for an estimation of
the true volume flows inside the opening is derived based on the simulations,
which are explained in the next section.
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Figure 4.18: Velocity fields at x = 10 mm for a door width of 80 mm. Only
one half of the door is shown.
Figure 4.19: Velocity fields at x = 10 mm for a door width of 40 mm.
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Figure 4.20: Overview of volume flows in all experiments, measured at posi-
tion x = 10 mm. Values are given for the half cross-section of the door.
4.2 Simulations with FDS
In the following section, the previously described experiments are modeled
with the Fire Dynamics Simulator (FDS). Here, FDS version 6.3.2 is used for
the simulations. The text structure is similar to that of Section 3.2, with the
difference that only deviations to the former approach are explained here. A
more detailed description of the fundamental simulation setup can therefore
be found in Section 3.2.
4.2.1 Simulation setup
In addition to the open plume simulation setup, the compartment must also
be considered in the spill plume simulations. Likewise with the enclosure,
which is also made of PMMA; it is implemented with realistic material pa-
rameters in the simulations. In this way, the heat conduction through the
compartment walls can be considered. The heat source’s boundary condition
is again prescribed as net heat flux, to guarantee that the correct amount of
energy is brought into the enclosure and compartment. Additionally, the con-
ductive losses to the wooden floor are considered according to the description
on page 66.
109
CHAPTER 4. A SPILL PLUME EMERGING FROM AN OPENING
Output values
The following quantities are recorded in addition to the output values of the
open plume simulations:
• Vector slices for recording both temperature and velocity in the same
positions as in the experiments, i.e. parallel to the outflow at various
positions in front of the opening.
• The volume and heat flow through the door is measured by a slice file
spanning the entire opening. Therefore, the flow out of and into the
compartment is recorded separately.
• Inside the compartment, the air temperatures are recorded in positions
T7 to T11.
Meshing and grid sensitivity
When setting up the meshes, the main focus lies on enclosing the region of
primary interest with a single mesh. Here, the heat source, the compartment
opening, and the region in front of the opening are most important for the
flows to be observed. In order to incorporate them into a single mesh, the
mesh distribution needs to be changed. The applied mesh distribution is
illustrated in Figure 4.21. In order to make use of JURECA’s architecture
with 24 cores per node, it consists of 12 meshes. In this way, two cores per
node are used for the computation of every mesh, with no core remaining
idle.
The appropriate spatial resolution for the simulations is evaluated via a
grid sensitivity study. Therefore, one setup is simulated in various resolu-
tions. This is done to search for a cell size that is sufficiently high to provide
resolution-independent results but as low as possible to save computation
time. The results for some outputs of the spill plume setup are shown in
Figure 4.22.
The temperature at position T3 does not show a correlation with the grid
resolution. Starting at about 40.5 ◦C, it decreases to around 38.5 ◦C for all
cell sizes. The drop in temperature during the first 180 s already indicates
that the simulations underestimate the experimental temperature at this
position, because the experimental measurements have been prescribed as
initial temperatures for the simulations.
The temperatures at position T7 – the lowest temperature measurement
within the compartment – show a strong correlation with the grid resolution.
As shown in Figure 4.22b, a refinement of the grid leads to lower temper-
atures. The difference between the resolutions with 10 mm and 1.25 mm is
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Figure 4.21: Mesh distribution for spill plume simulations.
about 6 K, which is significant for the observed temperature range. This is
the most extreme case; in all other positions there is little to no correlation
between temperature and grid resolution. Nevertheless, the simulation at
2.5 mm is considered the most appropriate resolution for the given setup,
because it is very close to the finest resolved simulation at that position but
is much faster to compute.
The volume and heat flow out of the compartment are shown in Fig-
ure 4.22c and in Figure 4.22d. Both of these measurements exhibit a peak
in the first few seconds but quickly level out at a constant flow rate. There
is no dependency visible on the grid resolution.
Required simulation time
Similar to the open plume simulations, the initial temperature stratification
is predefined in the simulations to reduce the time required for reaching a
steady state. For the spill plume experiments, the temperature profile in-
side the compartment has been prescribed, too. The prescribed temperature
values originate from the temperature measurements observed during the
experiments.
As can bee seen in Figure 4.22, due to the predefinition of air tempera-
tures, a heat-up time of three minutes is sufficient here, too.
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Figure 4.22: Grid sensitivity study for spill plume simulations with
PHS = 96 W and dw = 80 mm. Important simulation results are compared
for grid resolutions of 10 mm, 5 mm, 2.5 mm and 1.25 mm. The simulation
with 1.25 mm resolution took too long to reach tend, but achieved steady
state. All data is smoothed with a moving average over 10 s.
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Table 4.2: Compute times for the simulations with PHS = 96 W and
tend = 300 s.
Resolution Resolution Number Number Compute
central region surrounding of cells of cores time
10.00 mm 10.00 mm 0.37× 106 24 0.8 hours
5.00 mm 5.00 mm 2.95× 106 24 11.0 hours
2.50 mm 2.50 mm 24.04× 106 24 8.5 days
1.25 mm 1.25 mm 192.28× 106 96 113.0 days
4.2.2 Execution and evaluation
The analysis of the experiments shows that the ambient temperatures as well
as the heat inputs are sufficiently similar between experimental runs using
the same power setting to allow for a common comparison with only one sim-
ulation. For the simulations, not only the initial temperature stratification
inside the enclosure but also the ambient temperatures outside the enclosure
is prescribed in accordance with the experimental measurements. As a result,
the ambient temperatures can differ among simulations with different heat
inputs. A total of eight simulations are required: four simulations per door
width, with heat inputs of 29.7 W, 55.5 W, 77.6 W and 96.6 W for a door
width of 80 mm and 29.5 W, 55.2 W, 77.5 W and 95.8 W for a door width of
40 mm.
FDSgeogen has been used for setting up the simulations. By doing so, the
effort to maintain multiple input files and the possible sources of error when
using manual input file generation have been eliminated. Additionally, the
automatic evaluation of the simulations is simplified. The computation times
given in Table 4.2 originate from the simulations with a door width of 80 mm,
a heat input of PHS = 96 W, and a simulation time of 300 s. Simulations with
a resolution of 10 mm to 2.5 mm have been computed on a single node, and
the simulation with 1.25 mm resolution has been computed on four nodes in
parallel.
The simulation data recorded as FDS slice files has been exported as
comma-separated values by fds2ascii.f90 [14, page 275]. The resulting data
can be processed similarly to the experimental data. Due to the increased
number of simulations and slice files, this process has been automated for
the spill plume simulations. The velocity fields for all heat inputs and door
widths, which resulted from the simulation with 2.5 mm resolution, are shown
in Figure 4.23 and in Figure 4.24. The overall flow pattern is very similar to
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the experimental measurements, which have been presented in Figure 4.11
and in Figure 4.12. However, a closer examination reveals differences between
the two. The flow velocities are underestimated in the simulations and the
centerline follows a stronger horizontal path. A detailed quantitative com-
parison of experiments and simulations follows in the next section.
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Figure 4.23: Velocity fields in the center of the door with dw = 80 mm. The
results are obtained with a resolution of 2.5 mm and time-averaged over 10 s.
From left to right heat inputs of 29.7 W, 55.5 W, 77.8 W and 96.6 W are
shown. The blue dots indicate the maximum velocities in the outflow.
Figure 4.24: Velocity fields in the center of the door with dw = 40 mm, ob-
tained with a resolution of 2.5 mm and time-averaged over 10 s. From left to
right heat inputs of 29.5 W, 55.3 W, 77.5 W and 96.0 W are shown.
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4.3 Comparison of experiments and simula-
tions
In the following section, the experimental measurements and the FDS sim-
ulations are compared with each other. First the temperature stratification
and the simulated centerlines are checked against the experiments. Then
the interpolated volume flows in front of the compartment are compared in
experiment and simulation. In the final step, the simulation results are used
to derive a correction factor for estimating the volume and heat flows out of
the opening at x = 0 mm.
4.3.1 Temperature stratification
The temperature stratification that develops over the course of the exper-
iments and the simulations is compared in Figure 4.25. The upper plots
show the recorded temperatures in the enclosure at a height of 110 mm to
590 mm and the lower plots show the temperatures inside the compartment
at a height of 40 mm to 200 mm.
The differences are obvious: only those simulations and experimental
results that are close to the floor match; above a height of approximately
100 mm to 200 mm, the simulations clearly underestimate the experimental
temperatures. At position T11, differences of up to 9 K can be observed, which
is about one third of the total temperature rise at that position. Not only
do the absolute values differ, but also the shape of the temperature profile in
the compartment is different. In the experiments, the steepest temperature
gradient is found at a height of 80 mm to 120 mm, whereas the simulations
exhibit a strong temperature rise between 40 mm to 80 mm.
4.3.2 Centerlines
The spill plume centerlines have been defined as the maximum absolute veloc-
ity in the outflow. In Figure 4.26, the centerlines determined by experiment
and simulation are compared. Only the highest and lowest heat input is
shown representatively, but for intermediate heat inputs the same trend can
be observed: in the simulations, the centerlines and thus the entire spill plume
out of the opening are more horizontally oriented than in the experiments.
With refined grid resolution, the simulations come closer to the experiments.
However, as can be seen in Figure 4.26a, the simulations converge at a res-
olution of 2.5 mm. Therefore, further refinement does not lead to a better
match with the experimental results.
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Figure 4.25: Temperature stratification inside the enclosure and the com-
partment. The enclosure’s interior extends from z = 0 mm to z = 650 mm,
the compartment’s interior extends from z = 0 mm to z = 240 mm. The sim-
ulation with 2.5 mm resolution is shown, time-averaged from 180 s to 190 s.
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Figure 4.26: Comparison of centerlines for different heat inputs.
118
4.3. COMPARISON OF EXPERIMENTS AND SIMULATIONS
As representatives for all door widths and heat inputs, the centerlines at
PHS = 97 W with a door width of dw = 80 mm are analyzed in more detail in
Figure 4.27. In Subfigure 4.27a, the absolute velocity v along the centerline
as a function of x is shown. It is apparent that simulations clearly underes-
timate the velocities in the outflow. While there are velocities of 0.36 m/s to
0.41 m/s in the experiments, the simulations exhibit values of only 0.24 m/s
to 0.28 m/s. This is a deviation of about one third, which is also typical for
experiments at other heat inputs and door widths. What is notable is that
the deviation is constant along the centerline.
A closer look at the horizontal and vertical velocity component vx and
vz alone reveals a different picture. As can be seen in Figure 4.27c and in
Figure 4.27d, the horizontal velocity vx deviates stronger in close range of
the opening, whereas vz shows a greater deviation further along the center-
line. The deceleration in the horizontal direction and the acceleration in the
vertical direction are stronger in the experiments than in the simulations.
The ratio of vz to vx, which is shown in Figure 4.27b, illustrates the gradi-
ent angle of the centerlines. Right from the start, the experiments have a
larger gradient angle than the simulations, and it increases further along the
centerline.
4.3.3 Volume flow in front of the opening
Analogous to the reduced centerline velocities, the volume flows are also
smaller in the simulations than in the experiments. In Figure 4.28 both the
inflows and outflows at a 10 mm distance to the opening are compared for
both door widths. It should be noted that in the simulations the inflow is
close to the experimental results, while the outflow differs significantly be-
tween experiment and simulation. On average, the outflow in the simulations
is approximately 20 % to 25 % lower than in the experiments.
All these observations – higher gas temperatures in the hot upper layers,
a higher exit velocity at the opening, and a stronger vertical acceleration
along the centerline, resulting in a larger outflow out of the door – may pos-
sibly be explained, if the convective heat input in the experiments was higher
than in the simulations. As already stated, during the experiments only the
total heat input has been directly measured. The convective, radiative and
conductive fraction of the total heat input are determined in the simulations,
based on the measured emissivity and the flow pattern that develops around
the heat source. If the resulting convective fraction, which is the only direct
driver of the flow, is too low in the simulations, then lower gas temperatures
might lead to different characteristics of the outflow. However, when com-
paring the centerlines from the simulations at PHS = 97 W (Figure 4.26a)
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Figure 4.27: Analysis of centerlines at PHS = 97 W and dw = 80 mm.
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Figure 4.28: Overview of volume flows in experiments (circles) and sim-
ulations (diamonds) for both door widths. Values are given for the half
cross-section of the door at position x = 10 mm.
with the centerlines from the experiments at PHS = 30 W (Figure 4.26c), it
becomes clear that even a greatly increased heat input in the simulations
does not lead to centerlines as steep as in the experiments.
Therefore, further experiments are required in order to determine the
convective fraction more precisely and reduce the radiative heat flux as far
as possible. It would also be advantageous to measure gas temperatures at
various positions in the outflow for being able to determine the heat flow out
of the compartment.
4.3.4 Heat flow out of the compartment
For now, the available experimental data will be used to estimate the heat
flow out of the compartment. Fortunately the simulation data, which is
(in comparison) easily available, allows the development and testing of this
method so that its accuracy can be evaluated. For the determination of the
net heat flow through the opening, the volume flow out of the opening and the
temperatures of inflow and outflow are required. To determine the former, a
correction factor is derived that allows the estimation of the outflow inside
the opening (x = 0 mm) based on the measurements in front of the opening
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Figure 4.29: Outflow in front of the opening as a function of x. Thick
lines originate from the simulations, thin lines from the experiments. For
x > 10 mm the experimental measurements are considered reliable (dashed
line). Note: Values are given for complete cross section of the opening.
(x = 10 mm). It can be concluded from the simulations that the averaged
inflow and outflow temperatures are best resembled by the measurement
positions T1 and T9.
Correction factor for volume flows
In Figure 4.29 the volume flows, as a function of the distance to the opening,
are shown. The thick lines originate from the simulations with a resolution
of 2.5 mm and are used as a reference here. In the left part of each plot
a gray-shaded area shows the ’true’ values obtained from the simulations.
These ’true’ values have been determined by a slice file that spans the entire
opening and captures outflow with high precision. Such a measurement has
not been possible in the experiments. In the right part of every plot, the
estimated volume flow is shown as a function of x. These volume flows are –
both for simulation and experiment – calculated based on the interpolation
method described on page 105 and illustrated in Figure 4.17. For this method
the area of the door is projected in front of the opening and only the flow
through this area is considered. Because intermediate values between data
points are linearly interpolated, the interpolation method does not necessarily
yield the true volume flow at x = 0 mm.
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Figure 4.30: Ratio of estimated to true volume flows as derived from the sim-
ulations with a resolution of 2.5 mm. In the following referred to as correction
factor, CF .
There are two main conclusions that can be drawn from this figure. First,
for the available experimental data, a distance of approximately 10 mm to
the opening is indeed necessary to obtain reasonable measurements. For
x < 10 mm, unphysical behavior (decreasing volume flow despite the narrow-
ing of the flow) can be observed, which is probably caused by erroneous mea-
surements due to the illuminated doorjamb in the background. On page 103
a more detailed explanation is given. Second, for x > 10 mm, the curves from
experiments and simulations run almost parallel. Thus, although experiment
and simulation do not agree in absolute numbers, it can be assumed that they
exhibit a similar relation between estimated volume flow in front the opening
and true volume flow inside the opening. It seems therefore valid, to derive a
correction factor from the simulations to be used for the experiments. In the
experiments the estimated volume flows exhibit a slightly stronger decrease
with increasing distance to the opening (for x > 10 mm). This means that a
correction factor derived on the basis of the simulations can be applied for
the experiments, but the true outflows in the experiments will probably be
slightly underestimated when using this correction factor.
In order to derive the correction factor, the ratio of the estimated volume
flow V˙est to true volume flow V˙true is plotted as a function of x in Figure 4.30.
This can, of course, only be done on the basis of the simulations, because
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only for them is the true value known. From this figure the correction factors
can be read off directly. For example, the true outflow through the opening
at dw = 40 mm and PHS = 29.5 W is obtained by dividing the outflow at
x = 10 mm by a correction factor of 0.95.
Estimate of heat flows out of the opening
In order to determine the heat flow, the volume flow has to be converted
into a mass flow. Therefore, the ideal gas law (Equation 4.1) can be used
because, under the conditions of the experiments, air can be considered an
ideal gas.
p · V = m ·Rs · T (4.1)
By using the previously derived correction factor, CF , the mass flow in
the experiments is determined by
m˙0mmout =
p
Rs · T9 ·
V˙ 10mmout
CF
(4.2)
The convective net heat flow out of the opening is calculated by
Q˙ = m˙ · cp ·∆T (4.3)
Substituting the mass flow and adapting the equation for the experiments
described here, it follows
Q˙0mmout =
p
Rs · T9 ·
V˙ 10mmout
CF
· cp · (T9 − T1) (4.4)
with
Rs : specific gas constant, 287.058 J kg
−1 K−1
T1, T9 : assumed inflow and outflow temperatures in K
CF : correction factor derived from the simulations, V˙ 10mmest /V˙true
cp : specific heat capacity (isobaric), 1005 J kg
−1 K−1
From the simulations it can be concluded that the measurement positions
T1 and T9 best resemble the inflow and outflow temperatures. In Table 4.3
and Table 4.4, the heat flow calculations based on Equation 4.2 and Equa-
tion 4.4 are shown. In order to assess the accuracy of the applied method,
the simulation data can be used as a reference, by comparing the estimated
heat flow value Q˙0mmout to the true heat flow value Q˙
true
out . Both values agree
very well for all simulation setups; the deviation is never more than 10 % and
for most simulations it is less than 5 %. However, it should be noted that the
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correction factor was derived on the basis on the simulations, so the volume
flow estimation inside the opening will inevitably yield correct results for the
simulations. For the experiments, there is an additional uncertainty in this
regard.
When comparing the heat flow Q˙0mmout to the total heat input PHS, it
is striking that only a small portion of the heat is convectively transferred
through the opening. For a door width of 80 mm this portion is about 19 %
to 28 % in the experiments and 10 % to 15 % in the simulations. For the
narrower door, the convective fraction is even smaller: about 10 % to 19 %
in the experiments and 8 % to 11 % in the simulations. Thermal radiation
cannot penetrate the compartment walls, as was shown on page 52. Also, the
area of the door is very small compared to that of the compartment walls,
floor and ceiling (< 3.5 %), so that radiation cannot account for a major part
of the overall heat flow out of the compartment. This means that most of
the energy has to be transferred via conduction through the compartment
walls, ceiling and floor, which are heated via convection and radiation from
the inside.
The comparison of heat flows determined by experiment and simulation
reveals huge differences. Although the volume flows of experiment and sim-
ulation are only 20 % to 25 % off, the heat flows in the simulations deviate
by up to 45 % from the experimental values. This is due to higher gas tem-
peratures in the experimental outflows, which further increase the amount
of energy transferred. As was shown in Figure 4.29, the outflow in the ex-
periments is likely to be slightly underestimated by the correction factor,
because the experimental outflow exhibits a stronger dependency on the dis-
tance for 10 mm < x < 15 mm than the outflow in the simulations. Therefore,
the heat flow is also likely to be slightly underestimated in the experiments,
which would further increase the discrepancy between simulations and ex-
periments.
Based on these findings, the different outflow velocities and positions in
experiment and simulation are now better understandable. Although the dif-
ferent convective heat flows out of the opening are most likely not the only
reason for the different outflow characteristics – otherwise the outflows of
high energy simulations and low energy experiments should look more simi-
lar – it is self-evident that identical boundary conditions in experiment and
simulation must be guaranteed for a valid comparison of both. Therefore,
the next logical step would be to modify and repeat the experiments in order
to make sure that the experimental boundary conditions are determined with
the highest possible accuracy. This includes a reduction of the heat source’s
emissivity to a minimum, in order to reduce the radiative fraction of the heat
source. In this way, almost the entire energy would be emitted convectively
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Table 4.3: Calculation of heat flows for dw = 80 mm.
PHS T1 T9 V˙
10mm
out CF V˙
0mm
out m˙
0mm
out Q˙
0mm
out Q˙
true
out
W ◦C ◦C m3/s m3/s kg/s W W
×10−4 ×10−4 ×10−4
29.7
Exp 29.9 36.9 6.28
0.885
7.10 7.97 5.6 –
Sim 29.5 35.3 4.62 5.22 5.90 3.4 3.1
55.4
Exp 31.3 44.3 8.48
0.955
8.88 9.74 12.7 –
Sim 31.2 41.8 6.74 7.06 7.81 8.3 7.9
77.6
Exp 32.9 51.0 9.53
0.972
9.80 10.54 19.2 –
Sim 33.1 47.1 7.74 7.96 8.66 12.2 11.4
96.7
Exp 36.9 59.2 10.87
0.943
11.53 12.08 27.1 –
Sim 36.4 52.5 8.18 8.67 9.28 15.0 14.3
Table 4.4: Calculation of heat flows for dw = 40 mm.
PHS T1 T9 V˙
10mm
out CF V˙
0mm
out m˙
0mm
out Q˙
0mm
out Q˙
true
out
W ◦C ◦C m3/s m3/s kg/s W W
×10−4 ×10−4 ×10−4
29.5
Exp 27.8 34.4 3.74
0.950
3.94 4.46 3.0 –
Sim 27.2 34.1 2.96 3.12 3.53 2.4 2.5
55.2
Exp 30.1 44.5 5.03
0.980
5.13 5.63 8.1 –
Sim 29.9 42.6 4.14 4.22 4.66 5.9 5.8
77.4
Exp 32.4 53.4 6.02
0.979
6.15 6.56 13.8 –
Sim 32.2 49.2 4.76 4.86 5.25 9.0 8.6
95.8
Exp 34.6 60.3 6.71
0.995
6.74 7.05 18.2 –
Sim 34.4 52.4 5.18 5.21 5.57 10.1 10.4
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by the heat source, so that the convective heat flow could be precisely mea-
sured by measuring the total electric power consumption of the heat source.
In addition to that, a greater number of temperature measurements should
be taken, both directly in the inflow and outflow as well as inside and on
the surface of the compartment walls. Once these additional measurements
are obtained, the convective, conductive and radiative heat flow could be
determined with greater precision and the comparison of experiments and
simulations should be repeated, possibly followed by an in-depth investiga-
tion of the remaining differences, if necessary. At the moment, the available
experimental data is not sufficient to further investigate and explain the de-
viations between experiments and simulations.
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Chapter 5
Conclusions
The aim of this study was to design and carry out bench-scale laboratory
experiments specifically designed for the validation of fire models, and to use
the experimental data for a validation study of the Fire Dynamics Simulator
(FDS). The focus of the experiments was on one of the key components of fire
models, the modeling of buoyancy-driven flows. The experimental setup was
simplified by neglecting pyrolysis and combustion, and its objective was to
achieve high precision and reproducibility. Therefore, an electrically heated
block of copper (60 mm × 60 mm × 40 mm) was used as a heat source and
particle image velocimetry was applied for measuring the flow velocities in the
experiments. Two different setups were investigated: an undisturbed buoy-
ant plume above the heat source (open plume) and a buoyant spill plume
emerging from a compartment with one opening. For both setups, an en-
closure made of acrylic glass (735 mm × 575 mm × 650 mm) constituted the
experimental domain.
For the open plume setup, experiments with heat inputs from 30 W to
96 W were carried out, which led to heat source temperatures of 150 ◦C to
305 ◦C. The resulting flow was laminar for the lowest power setting and un-
derwent a transition to turbulent flow for higher heat inputs. With increasing
heat input, the point of transition from laminar to turbulent flow occurred
at lower heights. An investigation of the vertical velocity and the scattering
of the horizontal velocity along the plume centerline, and as a function of
the Grashof number, was presented, in order to localize the point of transi-
tion. It was shown that the transition from laminar to turbulent flow occurs
at Grashof numbers in the range of 4× 108 < Gr < 2× 109. These values
are in good agreement with previous studies. For the validation study, the
transition to turbulent flow was used for the comparison of experiment and
simulation, along with further flow characteristics such as maximum veloc-
ities in the plume, plume widths and flow integrals. The FDS simulations
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generally showed a good agreement with the experiments, provided that a
sufficiently fine grid resolution of no more than 2.5 mm was used.
The spill plume experiments were carried out by positioning the same
heat source inside a compartment (300 mm × 300 mm × 240 mm) that had
a door as its only opening. For a variation of the scenario, two different door
widths were investigated. Velocity fields were measured in various positions
in front of the door so that both inflow and outflow were recorded. Flow char-
acteristics compared in this scenario included the position and velocity of the
spill plume centerline and the volume flows in front of the opening. The heat
flow inside the opening could not be measured directly, therefore, an estima-
tion method was developed based on the available data. When comparing
experimental and simulation results, significant differences became apparent,
both in terms of centerline characteristics and volume flows in front of the
opening. In the simulations, the centerlines were more horizontally oriented
and they exhibited lower absolute velocities than in the experiments. As a
result, the volume flows in front of the opening were also underestimated
by approximately 20 % to 25 % in the simulations. Using the heat flow esti-
mation method, it could be shown that the convective heat flows out of the
opening were also significantly lower in the simulations than in the experi-
ments. The maximum observed deviation was almost 45 %, which is likely
to be one, but not the only, reason for different centerline characteristics and
volume flows. Why, however, the heat flows deviate so significantly, could
not be explained using the available data.
For future experiments, a number of potential improvements have been
identified. An important modification of both experimental setups would be,
to reduce the emissivity of the heat source and therefore the radiative frac-
tion as far as possible. In the experiments in this thesis, only a minor part
of the overall energy input was convectively released by the heat source; the
major part was radiatively transferred to the surrounding walls. Although
this was considered in the simulations, it would be beneficial if the maximum
possible proportion of the total heat input would be convectively emitted.
The convective fraction could then be more precisely determined by measur-
ing the total heat input. Furthermore, temperature measurements inside the
plume and in various positions inside the compartment walls would help to
make a more reliable estimate of the convective and conductive heat flows.
Another advisable modification relates to the heating coil of the heat source.
For future experiments, it should be inserted from underneath, to eliminate
any disturbance of the flow.
Particle image velocimetry proved to be very well suited for these kinds of
experiment, although it has rarely been used in fire safety engineering to date.
The great technical effort is justified by the high resolution in space and time,
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the ability to measure the velocity in an entire plane with high accuracy, and
the fact that the flow under investigation remains undisturbed. In future
experiments, stereo PIV could be applied in order to further investigate the
hollow or double plume structure, which has been observed in some of the
open plume experiments. For the spill plume experiments, measurements
with stereo PIV would allow the capture of the entire opening at once and
the determination of the inflow and outflow without interpolation and thus
with higher precision.
The investigations in this thesis, along with the number of possible im-
provements, lead to the conclusion: Although both scenarios are simplified,
they are far from simple. There is still great potential for future research.
Therefore, the author welcomes the fact that his work is already being con-
tinued. These and similar experiments in the future will further contribute
to the development of fire models and will help to make them even more
reliable tools for fire safety engineering.
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Table A.1: Complete overview of experimental runs with different heat inputs
PHS. Every line represents a recording of the entire plume, tm is the duration
of each measurement and f is the camera frame rate.
Name tm f PHS THS T1 T2 T3 T4 T5 T6 T7
s Hz W ◦C ◦C ◦C ◦C ◦C ◦C ◦C ◦C
1.1 10 10 29.8 148.5 25.9 26.1 26.4 27.9 28.9 24.3 25.3
1.4 10 10 29.8 148.5 26.0 26.1 26.4 28.0 29.0 24.3 25.4
2.1.d 117 1 29.8 149.0 26.2 26.3 26.6 28.1 29.1 24.6 25.7
2.4.d 117 1 29.8 149.0 26.4 26.5 26.8 28.3 29.3 24.9 26.1
8.1 10 10 30.1 150.0 27.2 27.3 27.8 29.4 30.6 26.8 27.7
8.4 10 10 30.1 150.0 27.2 27.3 27.8 29.4 30.6 26.8 28.0
x 29.9 149.2 26.5 26.6 27.0 28.5 29.6 25.3 26.4
σ 0.2 0.7 0.6 0.6 0.6 0.7 0.8 1.2 1.2
3.1 10 10 55.6 214.0 25.9 26.2 26.9 29.1 31.6 24.2 25.2
3.4 10 10 55.6 214.0 26.1 26.4 27.1 29.2 31.9 24.3 25.3
4.1.d 180 1 55.4 217.0 26.7 26.9 27.5 29.8 32.6 24.5 25.6
4.4.d 180 1 55.4 217.0 27.1 27.4 28.1 30.4 33.1 24.7 25.9
9.1 10 10 55.7 218.0 29.0 29.2 29.9 32.3 34.5 26.4 27.8
9.4 10 10 55.7 218.0 29.1 29.4 30.0 32.3 34.5 26.3 27.9
x 55.6 216.3 27.3 27.6 28.2 30.5 33.0 25.1 26.3
σ 0.1 1.9 1.4 1.4 1.4 1.4 1.3 1.0 1.2
5.1 10 10 78.3 271.0 30.0 30.5 31.8 35.4 37.0 25.9 27.2
5.4 10 10 78.3 271.0 30.2 30.6 31.9 35.5 37.2 26.2 27.4
6.1.d 180 1 78.2 271.0 30.5 31.0 32.2 35.8 37.5 26.5 27.7
6.4.d 180 1 78.2 271.0 30.7 31.2 32.4 36.1 37.8 26.8 28.0
10.1 10 10 77.6 270.0 30.6 31.1 32.0 35.6 37.4 26.5 27.9
10.4 10 10 77.6 270.0 30.8 31.2 32.1 35.7 37.5 26.4 28.0
x 78.0 270.7 30.5 30.9 32.1 35.7 37.4 26.4 27.7
σ 0.3 0.5 0.3 0.3 0.2 0.3 0.3 0.3 0.3
7.1 10 10 96.0 304.0 32.1 32.7 34.2 38.1 39.5 26.9 28.2
7.4 10 10 96.0 304.0 32.2 32.8 34.3 38.2 39.6 27.1 28.4
8.1.d 180 1 96.3 306.5 32.7 33.2 34.8 38.7 40.2 27.6 28.6
8.4.d 180 1 96.3 306.5 33.0 33.6 35.2 39.1 40.5 27.4 28.8
11.1 10 10 95.6 305.0 32.1 32.6 34.0 38.0 39.5 27.1 28.2
11.4 10 10 95.6 305.0 32.2 32.8 34.2 38.2 39.7 26.7 28.4
x 96.0 305.2 32.4 33.0 34.4 38.4 39.9 27.1 28.4
σ 0.3 1.1 0.4 0.4 0.4 0.4 0.4 0.3 0.2
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